
 

 

Lothian NHS Board  
Waverley Gate 
2-4 Waterloo Place 
Edinburgh 
EH1 3EG 
 
Telephone: 0131 536 9000 
www.nhslothian.scot.nhs.uk 
www.nhslothian.scot.nhs.uk 

 
Date:  05/04/2024 
Your Ref:   
Our Ref:  8414 
 
Enquiries to : Richard Mutch 
Extension:  35687  
Direct Line:  0131 465 5687  
loth.freedomofinformation@nhs.scot      
richard.mutch@nhs.scot  

Dear  
 
ENVIRONMENTAL INFORMATION – EAST CALDER HEALTH CENTRE 
 
I write in response to your request for information in relation to East Calder Health Centre for each 
fiscal year from 2016/17 to date (8 February 2023/24). 
  
Question:  
1. Cost of the maintenance and repairs listed above. 
 
Answer: 

Financial 
Year 

Area 

Sum of 
Invoiced 

Value incl. 
VAT 

17/18 Flooring 14,350 
22/23 Water Services 1,878 
22/23 Flooring 3,797   

20,025 
 

In terms of general repairs, via the Hard FM team, there is a full list of work orders complete 
from 2021 within the spreadsheet attached however we do not have the full cost for all tasks 
(over 400) at this stage. 

 
Detail is within the Spreadsheet (East Calder HC – Open Tasks) if the filters are removed from 
column 0. 

 
Question:  
2. List of any outstanding/unmet repairs or maintenance that has been requested. 
 
Answer: 

Please see enclosed spreadsheet (East Calder HC – Open Tasks).  Please note this only 
goes back to 2021 when the software was introduced.   
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Question:  
3. Estimated costs of any outstanding/unmet repairs or maintenance that has been requested. 
 
Answer: 

Estimates are not covered under the Act, only accurately recorded information.   
 

Question:  
4. Copy annual building condition survey and related risk assessment. 
 
Answer: 

The attached Spreadsheet (East Calder HC – Asset List & Condition Survey) will assist with 
this.  However, we are not sure specifically what you mean by Risk Assessment? Risk 
Assessment for what? There will be several factors within the building that will require a Risk 
Assessment. 

 
Question:  
5. Separately to the above lists, the purchase and installation cost of the most recent ‘portacabin’ 

extension. 
 
Answer: 

The cost of the ‘portacabin’ extension at East Calder Health Centre was £295,858. 
 
Question:  
6. List of proposed maintenance, repair or improvement works scheduled from today (8 February 

2024) to 31 March 2025. 
 
Answer: 

The following works in the following are areas that are currently being investigated. It is worth 
noting that these works will be subject to commercial approval and are not, at this stage, 
confirmed. 

  
 Reception area extended to accommodate more staff. 
 Large Physio Room to be partitioned in order to create additional consultation rooms. 
 Roof and Canopy above the main entrance way to the centre is being reviewed for repairs 

to ensure watertight. 
 

Question:  
7. Estimated costs of any proposed maintenance, repair or improvement works scheduled from 

today (8 February 2024) to 31 March 2025. 
 
Answer: 

Estimates are not covered under the Act, only accurately recorded information.   
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We are not in a position to state estimated costs for the above works at this stage. Initial 
proposals are being drawn up for the first two projects above (detail is currently with our 
architects). Following this we will move to a costing for each. The third project, around the roof, 
will be costed in the coming months. 

 
 

I hope the information provided helps with your request.   
 
If you are unhappy with our response to your request, you do have the right to request us to review 
it.  Your request should be made within 40 working days of receipt of this letter, and we will reply 
within 20 working days of receipt. If our decision is unchanged following a review and you remain 
dissatisfied with this, you then have the right to make a formal complaint to the Scottish Information 
Commissioner within 6 months of receipt of our review response. You can do this by using the 
Scottish Information Commissioner’s Office online appeals service at 
www.itspublicknowledge.info/Appeal. If you remain dissatisfied with the Commissioner’s response 
you then have the option to appeal to the Court of Session on a point of law.   
 
If you require a review of our decision to be carried out, please write to the FOI Reviewer at the 
email address at the head of this letter. The review will be undertaken by a Reviewer who was not 
involved in the original decision-making process.   
 
FOI responses (subject to redaction of personal information) may appear on NHS Lothian’s 
Freedom of Information website at: https://org.nhslothian.scot/FOI/Pages/default.aspx 
 
Yours sincerely 
 
 
 
ALISON MACDONALD 
Executive Director, Nursing, Midwifery and AHPs 
Cc: Chief Executive 



Work Order Equipment Description Ward/Area Room Level Job Type Craft Status Create Date Start Due Completion Date Helpdesk Completion Comments Area / Region

451948 S311B East Calder Health Centre EAST CALDER - SECRETARIES ROOM - RELAMP FLICKERING LIGHT Equipment Fault/Property Repair Electrical Scheduled 15/02/2024 10:44 15/02/2024 10:40 18/02/2024 10:40 TRUE West Lothian Community

451522 S311B East Calder Health Centre EAST CALDER - GUTTERING ABOVE SIDE FIRE EXIT IS LEAKING Equipment Fault/Property Repair Plumber Open 13/02/2024 09:15 13/02/2024 09:00 16/02/2024 09:00 TRUE West Lothian Community

451389 S311B East Calder Health Centre fit new taps as instructed Equipment Fault/Property Repair Plumber Work Suspended 12/02/2024 11:16 12/02/2024 11:15 15/02/2024 11:15 TRUE West Lothian Community

449952 S311B-Main Building Main Building S311B-Main Building
EAST CALDER HC - To install child proof locks on physiotherapy storage cupboard 
doors. Minor Works Joiner Scheduled 08/02/2024 15:28 08/02/2024 15:25 18/02/2024 15:25 TRUE West Lothian Community

441393 S311B East Calder Health Centre
EAST CALDER - ADMIN OFFICE  - PANIC ALARM IS NOT WORKING - THE LAST TIME 
THIS HAPPENED STATF COULD  NOT RESET BUILDING INTRUDER ALARM Equipment Fault/Property Repair Electrical Open 26/01/2024 08:28 26/01/2024 08:08 26/01/2024 15:08 TRUE m.mastaglio calling adt 26/01/24 West Lothian Community

434616 S311B-359/G/48 Speech Therapy S311B-Main Building S311B-359/G/48 Ground Floor

Remove desk from room G48 and place in Physio Room to replace large old 
wooden desk. Remove large old wooden desk from Physio room and place in 
reception area for pick-up by others. Needs done by Monday am 8th. Equipment Fault/Property Repair Maintenance Assistant Open 04/01/2024 15:54 04/01/2024 15:51 07/01/2024 15:51 TRUE West Lothian Community

425507 S311B East Calder Health Centre
STAFF CAR PARK  
2 LIGHTS IN CAR PARK AND LIGHT ON BUILDING ARE ALL OUT Equipment Fault/Property Repair Electrical Open 13/12/2023 15:59 13/12/2023 15:58 16/12/2023 15:58 TRUE West Lothian Community

423299 S311B East Calder Health Centre FIT NEW FILTERS Equipment Fault/Property Repair Builder Open 06/12/2023 11:02 06/12/2023 11:01 09/12/2023 11:01 TRUE West Lothian Community

388265 S311B-External External S311B-External
Roof and gu er cleaning . 
this is a new card  130615 25/5/23 Equipment Fault/Property Repair Maintenance Assistant Open 28/09/2023 13:48 28/09/2023 13:46 01/10/2023 13:46 TRUE West Lothian Community

361609 S311B-Main Building Main Building S311B-Main Building

East Calder Community Room 3, Old Podiatry room - Install wall brackets & door 
plaques, Community Room 3, plaque bracket & door plaque: Practice Nurse; Old 
Podiatry room, plaque bracket & door plaque: Treatment Room 2 Minor Works Joiner Open 03/08/2023 10:25 03/08/2023 10:23 13/08/2023 10:23 TRUE West Lothian Community

345774 S311B-Main Building Main Building S311B-Main Building

EAST CALDER - REMOVE CORK NOLTICEBOARD FROM BACK WALL OF WAITING 
ROOM AND RELOCATE IN PRACTICE MANAGER OFFICE - LOCATION MARKED IN 
PENCIL TO THE RIGHT HAND SIDE OF WINDOW Minor Works Joiner Open 27/06/2023 16:08 27/06/2023 15:43 07/07/2023 15:43 TRUE West Lothian Community

330638 S311B-Main Building Main Building S311B-Main Building

EAST CALDER  
GRAFITTI TO BE REMOVED/COVERED ON FIRE DOOR ON THE OUTSIDE  -  ROUND 
THE BACK OF THE BUILDING - SEE STAFF Equipment Fault/Property Repair Painter Work Suspended 24/05/2023 14:01 24/05/2023 13:24 27/05/2023 13:24 TRUE West Lothian Community

272687 S311B-Main Building Main Building S311B-Main Building
EAST CALDER - COMMUNITY DESK  
RADIATOR LEAKING IN PRACTICE MANAGERS OFFICE. Equipment Fault/Property Repair Mechanical Waiting For Weather 19/01/2023 11:24 19/01/2023 10:55 19/01/2023 17:55 TRUE

has to be shut down and de-pressurised to carry out repair. 
Staff advised and small leak being managed until a window of 
good weather. 

West Lothian Community

188096 S311B East Calder Health Centre
Wall repair . 
Asset Code Entered: S311B Damage By Vandals Maintenance Assistant To Be Actioned 30/08/2022 07:09 30/08/2022 07:09 30/08/2022 10:09 FALSE West Lothian Community

130617 S311B East Calder Health Centre
Drain repair .  
Asset Code Entered: S311B Grounds & Gardens Key Contractor To Be Actioned 25/05/2022 13:47 25/05/2022 13:47 01/06/2022 13:47 FALSE West Lothian Community

130616 S311B East Calder Health Centre
Drain cleaning .  
Asset Code Entered: S311B Grounds & Gardens Key Contractor To Be Actioned 25/05/2022 13:47 25/05/2022 13:47 01/06/2022 13:47 FALSE West Lothian Community

130613 S311B East Calder Health Centre
Site cleaning .  
Asset Code Entered: S311B Grounds & Gardens Key Contractor To Be Actioned 25/05/2022 13:46 25/05/2022 13:46 01/06/2022 13:46 FALSE West Lothian Community

130612 S311B East Calder Health Centre
Slabs replacing/ repair .  
Asset Code Entered: S311B Grounds & Gardens Key Contractor To Be Actioned 25/05/2022 13:45 25/05/2022 13:45 01/06/2022 13:45 FALSE West Lothian Community



AssetID Code Description Hospital Site Description Ward/Area Location Description Room Sublocation Description Level Template Group Type Available NoName Manufacturer Serial Number Model Number Quantity Maintain SFG20 Code Construction / Manufactured Condition Condition Description Refrigerant Type Refrigerant Volume Output/Duty/Rating Installation Year CIBSE Guide M Lifecycle Year Expired Sector LifeCycle Years Percent Of LifeCycle Age Score Condition Score Asset failure LikeliHood Likelihood Score System Criticality Weighting Resilience Weighting Building Strategu Weighting Asset Failure Impact Total Risk Score Budget Cost To Replace Likelihood Criteria Critical Systems Site Category Site Strategy Area / Region Additional Info Team
34623 5E+06 CWST - Water Tank S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/08 AHU Room 1 ASSET Hot And Cold Water Systems Cold Water Storage Tanks TRUE 13/01/2023 10:57 1 Maintain 56-02 2010 B Good 2010 15 2025 West Lothian 13 87 3 2 2.1 7 0.7 0.5 1 35 245 Low Water Tanks Primary Care Retained Site West Lothian Community
34624 5E+06 CWST - Water Tank S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/08 AHU Room 1 ASSET Hot And Cold Water Systems Cold Water Storage Tanks TRUE 13/01/2023 10:57 1 Maintain 56-02 2010 B Good 2010 15 2025 West Lothian 13 87 3 2 2.1 7 0.7 0.5 1 35 245 Low Water Tanks Primary Care Retained Site West Lothian Community
34625 5E+06 Water Heater (Under Sink) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/55 Consulting 3 ASSET Boilers And Calorifiers Water Heaters TRUE 13/01/2023 10:57 Heat Store 1 32-14 2010 C Satisfactory 2010 15 2025 West Lothian 13 87 3 3 1.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
34626 5E+06 Water Heater (Under Sink) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/56 Consulting 2 ASSET Boilers And Calorifiers Water Heaters TRUE 13/01/2023 10:57 Heat Store 1 32-14 2010 C Satisfactory 2010 15 2025 West Lothian 13 87 3 3 1.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
34553 5E+06 Main incoming Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/49 DSR ASSET Electrical System Isolators TRUE 13/01/2023 10:57 MEM 1 Maintain 44-10 1995 B Good 1995 15 2010 West Lothian 28 187 5 2 2 4 0.4 0.5 1 20 80 0 Low Isolator Primary Care Retained Site West Lothian Community
34554 5E+06 Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/49 DSR ASSET Electrical System Isolators TRUE 13/01/2023 10:57 MEM Exel 1 44-10 1995 B Good 63A 1995 15 2010 West Lothian 28 187 5 2 2 4 0.4 0.5 1 20 80 0 Low Isolator Primary Care Retained Site West Lothian Community
34555 5E+06 Sentinel Tap S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/49 DSR ASSET Hot And Cold Water Systems Sentinel Outlets TRUE 07/12/2023 09:16 1 Maintain 04-01 1995 B(C) Satisfactory 1995 15 2010 West Lothian 28 187 5 3 2.5 7.5 0.5 0.5 1 25 187.5 0 Medium All Plant - Non Critical Primary Care Retained Site West Lothian Community
34557 5E+06 Wall Fan S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/48 Speech Therapy ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 VentAxia 1 20-02 2000 B Good 2000 15 2015 West Lothian 23 153 5 2 3.5 7 0.7 0.5 1 35 245 0 Low Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
35328 5E+06 Distribution Doard "G2" S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/32 Electrical Cupboard ASSET Electrical System Distribution Boards TRUE 13/01/2023 10:57 MEMERA 3 1 Maintain 44-07 1995 B Good 80A 1995 15 2010 West Lothian 28 187 5 2 5 10 1 0.5 1 50 500 0 Low Distribution Boards - Critical Primary Care Retained Site West Lothian Community
35329 5E+06 Distribution Board "A" S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/32 Electrical Cupboard ASSET Electrical System Distribution Boards TRUE 13/01/2023 10:57 MEMERA 3 1 Maintain 44-07 1995 B Good 1995 15 2010 West Lothian 28 187 5 2 5 10 1 0.5 1 50 500 0 Low Distribution Boards - Critical Primary Care Retained Site West Lothian Community
34559 5E+06 Emergency Lighting S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/32 Electrical Cupboard ASSET Electrical System Emergency Lighting TRUE 19/12/2023 14:53 1 Maintain 37-01 1990 CX Poor / Obsolete Parts 1990 15 2005 West Lothian 33 220 5 18 3.5 3.5 0.7 0.5 1 35 122.5 0 Very Low Emergency Lighting Primary Care Retained Site West Lothian Community
35331 5E+06 Distribution Board "D" S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/34 Drug Cupboard ASSET Electrical System Distribution Boards TRUE 13/01/2023 10:57 MEMERA 3 1 Maintain 44-07 1990 B Good 1990 15 2005 West Lothian 33 220 5 2 5 10 1 0.5 1 50 500 0 Low Distribution Boards - Critical Primary Care Retained Site West Lothian Community
34561 5E+06 Wall Fan S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/45 Practice Nurse ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 VentAxia 1 20-02 1995 B Good 1995 15 2010 West Lothian 28 187 5 2 3.5 7 0.7 0.5 1 35 245 0 Low Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
34563 5E+06 TMV Sink S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/44 Chiropody ASSET Hot And Cold Water Systems TMV TRUE 13/01/2023 10:57 RADA 1 Maintain 04-04 2015 B Good 2015 15 2030 West Lothian 8 53 3 2 1.5 5 0.5 0.5 1 25 125 0 Low TMV Primary Care Retained Site West Lothian Community
34564 5E+06 TMV Sink S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/44 Chiropody ASSET Hot And Cold Water Systems TMV TRUE 13/01/2023 10:57 RADA 1 Maintain 04-04 2015 B Good 2015 15 2030 West Lothian 8 53 3 2 1.5 5 0.5 0.5 1 25 125 0 Low TMV Primary Care Retained Site West Lothian Community
34565 5E+06 Steriliser S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/44 Chiropody ASSET Miscellaneous MISC TRUE 13/01/2023 10:57 Little Sister LSE28413 516 1 Maintain 01-06 2000 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 0 Low Non Critical Plant Primary Care Retained Site West Lothian Community
34566 5E+06 Wall Fan S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/44 Chiropody ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 VentAxia Tseries 1 20-02 1995 B Good 1995 15 2010 West Lothian 28 187 5 2 3.5 7 0.7 0.5 1 35 245 0 Low Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
34567 5E+06 TMV Sink S311B East Calder Health Centre S311B-Main Building Main Building ASSET Hot And Cold Water Systems TMV TRUE 13/01/2023 10:57 Horne 15 1 Maintain 04-04 2010 A Excellent 2010 15 2025 West Lothian 13 87 3 1 1.5 10 0.5 0.5 1 25 250 0 High TMV Primary Care Retained Site West Lothian Community
34568 5E+06 Large Fan Heater S311B East Calder Health Centre S311B-Main Building Main Building ASSET Heating Systems Heat Emitters TRUE 13/01/2023 10:57 1 28-09 1995 B Good 1995 15 2010 West Lothian 28 187 5 2 2.5 5 0.5 0.5 1 25 125 0 Low Non Critical Plant Primary Care Retained Site West Lothian Community
34570 5E+06 TMV Sink S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/38 Female Toilet ASSET Hot And Cold Water Systems TMV TRUE 13/01/2023 10:57 Horne 15 1 Maintain 04-04 2010 B Good 2010 15 2025 West Lothian 13 87 3 2 1.5 5 0.5 0.5 1 25 125 0 Low TMV Primary Care Retained Site West Lothian Community
34572 5E+06 TMV Sink S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/39 Male Toilet ASSET Hot And Cold Water Systems TMV TRUE 13/01/2023 10:57 Horne 15 1 Maintain 04-04 2010 B Good 2010 15 2025 West Lothian 13 87 3 2 1.5 5 0.5 0.5 1 25 125 0 Low TMV Primary Care Retained Site West Lothian Community
34573 5E+06 Large Fan Heater S311B East Calder Health Centre S311B-Main Building Main Building ASSET Heating Systems Heat Emitters TRUE 13/01/2023 10:57 1 28-09 1995 B Good 1995 15 2010 West Lothian 28 187 5 2 2.5 5 0.5 0.5 1 25 125 0 Low Non Critical Plant Primary Care Retained Site West Lothian Community
34575 5E+06 TMV Sink S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/09 Dr Room ASSET Hot And Cold Water Systems TMV TRUE 17/11/2023 15:30 RADA 1 Maintain 04-04 2015 B Good 2015 15 2030 West Lothian 8 53 3 2 1.5 5 0.5 0.5 1 25 125 0 Low TMV Primary Care Retained Site West Lothian Community
34577 5E+06 Wall Fan S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/17 Data Admin ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 VentAxia 1 20-02 1995 C Satisfactory 1995 15 2010 West Lothian 28 187 5 3 3.5 10.5 0.7 0.5 1 35 367.5 0 Medium Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
34579 5E+06 Wall Fan S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/19 Dr Room ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 VentAxia 1 20-02 1995 B Good 1995 15 2010 West Lothian 28 187 5 2 3.5 7 0.7 0.5 1 35 245 0 Low Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
34581 5E+06 Wall Fan S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/22 Treatment Room ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 VentAxia Tseries 1 20-02 1995 B Good 1995 15 2010 West Lothian 28 187 5 2 3.5 7 0.7 0.5 1 35 245 0 Low Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
34583 5E+06 Wall Fan S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/25 Nurse Practitioner ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 VentAxia Tseries 1 20-02 1995 B Good 1995 15 2010 West Lothian 28 187 5 2 3.5 7 0.7 0.5 1 35 245 0 Low Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
35332 5E+06 Stair Lift + Power Supply S311B East Calder Health Centre S311B-Main Building Main Building ASSET Lifts And Hoists Stair Lifts TRUE 13/01/2023 10:57 Stannah 1 Maintain 00-00 2010 A Excellent 2010 15 2025 West Lothian 13 87 3 1 1.5 10 0.5 0.5 1 25 250 High Non Critical Plant Primary Care Retained Site West Lothian Community
35333 5E+06 Distribution Board "CU1" S311B East Calder Health Centre S311B-Main Building Main Building ASSET Electrical System Distribution Boards TRUE 13/01/2023 10:57 MK 1 Maintain 44-07 2010 A Excellent 40A 2010 15 2025 West Lothian 13 87 3 1 3 20 1 0.5 1 50 1000 High Distribution Boards - Critical Primary Care Retained Site West Lothian Community
35334 5E+06 Distribution Board  "CU1A" S311B East Calder Health Centre S311B-Main Building Main Building ASSET Electrical System Distribution Boards TRUE 13/01/2023 10:57 MK 1 Maintain 44-07 2010 A Excellent 63A 2010 15 2025 West Lothian 13 87 3 1 3 20 1 0.5 1 50 1000 High Distribution Boards - Critical Primary Care Retained Site West Lothian Community
34584 5E+06 Wall Fan S311B East Calder Health Centre S311B-Main Building Main Building ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 Xpelair 38025390 90850AW 1 20-02 2010 A Excellent 2010 15 2025 West Lothian 13 87 3 1 2.1 14 0.7 0.5 1 35 490 High Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
35335 5E+06 Distribution Board "CU2" S311B East Calder Health Centre S311B-Main Building Main Building ASSET Electrical System Distribution Boards TRUE 13/01/2023 10:57 MK 1 Maintain 44-07 2010 A Excellent 40A 2010 15 2025 West Lothian 13 87 3 1 3 20 1 0.5 1 50 1000 High Distribution Boards - Critical Primary Care Retained Site West Lothian Community
35336 5E+06 Distribution Board "CU2A" S311B East Calder Health Centre S311B-Main Building Main Building ASSET Electrical System Distribution Boards TRUE 13/01/2023 10:57 MK 1 Maintain 44-07 2010 A Excellent 63A 2010 15 2025 West Lothian 13 87 3 1 3 20 1 0.5 1 50 1000 High Distribution Boards - Critical Primary Care Retained Site West Lothian Community
35337 5E+06 Distribution Board "C3" S311B East Calder Health Centre S311B-Main Building Main Building ASSET Electrical System Distribution Boards TRUE 13/01/2023 10:57 MK 1 Maintain 44-07 2010 A Excellent 40A 2010 15 2025 West Lothian 13 87 3 1 3 20 1 0.5 1 50 1000 High Distribution Boards - Critical Primary Care Retained Site West Lothian Community
35338 5E+06 Distribution Board "CU3A" S311B East Calder Health Centre S311B-Main Building Main Building ASSET Electrical System Distribution Boards TRUE 13/01/2023 10:57 MK 1 Maintain 44-07 2010 A Excellent 63A 2010 15 2025 West Lothian 13 87 3 1 3 20 1 0.5 1 50 1000 High Distribution Boards - Critical Primary Care Retained Site West Lothian Community
34586 5E+06 Wall Fan S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/57 Consulting 1 ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 Xpelair 38025222 90850AW 1 20-02 2010 A Excellent 2010 15 2025 West Lothian 13 87 3 1 2.1 14 0.7 0.5 1 35 490 High Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
34587 5E+06 Electric Fan Wall Heater S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/57 Consulting 1 ASSET Heating Systems Heat Emitters TRUE 13/01/2023 10:57 Consort List 1 28-09 2010 A Excellent 2010 15 2025 West Lothian 13 87 3 1 1.5 10 0.5 0.5 1 25 250 High Non Critical Plant Primary Care Retained Site West Lothian Community
34588 5E+06 Electric Fan Wall Heater S311B East Calder Health Centre S311B-Main Building Main Building ASSET Heating Systems Heat Emitters TRUE 13/01/2023 10:57 Consort List 1 28-09 2010 A Excellent 2010 15 2025 West Lothian 13 87 3 1 1.5 10 0.5 0.5 1 25 250 High Non Critical Plant Primary Care Retained Site West Lothian Community
34590 5E+06 Wall Fan S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/56 Consulting 2 ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 Xpelair 42025038 90850AW 1 20-02 2010 A Excellent 2010 15 2025 West Lothian 13 87 3 1 2.1 14 0.7 0.5 1 35 490 High Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
34591 5E+06 Electric Fan Wall Heater S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/56 Consulting 2 ASSET Heating Systems Heat Emitters TRUE 13/01/2023 10:57 Consort List 1 28-09 2010 A Excellent 2010 15 2025 West Lothian 13 87 3 1 1.5 10 0.5 0.5 1 25 250 High Non Critical Plant Primary Care Retained Site West Lothian Community
34593 5E+06 Electric Fan Wall Heater S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/55 Consulting 3 ASSET Heating Systems Heat Emitters TRUE 13/01/2023 10:57 Consort List 1 28-09 2010 A Excellent 2010 15 2025 West Lothian 13 87 3 1 1.5 10 0.5 0.5 1 25 250 High Non Critical Plant Primary Care Retained Site West Lothian Community
34594 5E+06 Wall Fan S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/55 Consulting 3 ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 Xpelair 38025212 90850AW 1 20-02 2010 A Excellent 2010 15 2025 West Lothian 13 87 3 1 2.1 14 0.7 0.5 1 35 490 High Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
35339 5E+06 Distribution Board "G1" S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/42 Reception Office ASSET Electrical System Distribution Boards TRUE 13/01/2023 10:57 MEMERA 3 1200QM 1 Maintain 44-07 1995 B Good 100A 1995 15 2010 West Lothian 28 187 5 2 5 10 1 0.5 1 50 500 Low Distribution Boards - Critical Primary Care Retained Site West Lothian Community
35340 5E+06 Call System S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/42 Reception Office ASSET Alarms And Detection Systems Panic Alarm Systems TRUE 13/01/2023 10:57 C-TEC 800 Series 1 06-29 1995 A Excellent 1995 15 2010 West Lothian 28 187 5 1 3.5 7 0.7 0.5 1 35 245 Low Nurse Call System Primary Care Retained Site West Lothian Community
34596 5E+06 Fire Alarm System - Automatic S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/42 Reception Office ASSET Alarms And Detection Systems Fire Alarms TRUE 02/11/2023 14:43 Minerva 4 1 Panels - 10 devices Maintain 22-01 2002 C Satisfactory 2002 15 2017 West Lothian 21 140 4 3 4 15 1 0.5 1 50 750 Medium Fire Alarm Primary Care Retained Site West Lothian Community
34597 5E+06 Panic Alarm System S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/42 Reception Office ASSET Alarms And Detection Systems Panic Alarm Systems TRUE 13/01/2023 10:57 JLCOM 1 Maintain 14-20 1995 A Excellent 1995 15 2010 West Lothian 28 187 5 1 3.5 7 0.7 0.5 1 35 245 Low Panic Alarms / Personal Alarm Primary Care Retained Site West Lothian Community
34599 5E+06 Damper Motor Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/08 AHU Room 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 MEM Exel 1 44-10 1995 B Good 20A 1995 15 2010 West Lothian 28 187 5 2 2 4 0.4 0.5 1 20 80 Low Isolator Primary Care Retained Site West Lothian Community
34600 5E+06 Supply Fan Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/08 AHU Room 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 MEM Exel 1 44-10 1995 B Good 1995 15 2010 West Lothian 28 187 5 2 2 4 0.4 0.5 1 20 80 Low Isolator Primary Care Retained Site West Lothian Community
34601 5E+06 Toilet Extract Fan Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/08 AHU Room 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 MEM Exel 1 44-10 1995 B Good 1995 15 2010 West Lothian 28 187 5 2 2 4 0.4 0.5 1 20 80 Low Isolator Primary Care Retained Site West Lothian Community
34602 5E+06 Main Extract Fan Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/08 AHU Room 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 MEM Exel 1 44-10 1995 B Good 1995 15 2010 West Lothian 28 187 5 2 2 4 0.4 0.5 1 20 80 Low Isolator Primary Care Retained Site West Lothian Community
34603 5E+06 Toilet Extract Fan S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/08 AHU Room 1 ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 Nuaire 3283683 AVT 1 1 20-11 2010 A Excellent 0.75A, 3300 rpm 2010 15 2025 West Lothian 13 87 3 1 2.1 14 0.7 0.5 1 35 490 High Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
34604 5E+06 Main Extract Fan S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/08 AHU Room 1 ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 Nuaire 3279522 AVT 5 1 20-11 2010 A Excellent 2.2A, 2400 rpm 2010 15 2025 West Lothian 13 87 3 1 2.1 14 0.7 0.5 1 35 490 High Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
34605 5E+06 Supply Fan  S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/08 AHU Room 1 ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 Smiths Industries WDBK-091-130 38J 1 20-11 1995 B Good 1995 15 2010 West Lothian 28 187 5 2 3.5 7 0.7 0.5 1 35 245 Low Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
34606 5E+06 Fan Control Panel (LCD) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/08 AHU Room 1 ASSET Ventilation Systems Control Panels TRUE 13/01/2023 10:57 Nuaire Eco Smart 1 14-22 2010 B Good 2010 15 2025 West Lothian 13 87 3 2 2.1 7 0.7 0.5 1 35 245 Low Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
34607 5E+06 Fan Control Panel (LCD) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/08 AHU Room 1 ASSET Ventilation Systems Control Panels TRUE 13/01/2023 10:57 Nuaire Eco Smart 1 14-22 2010 B Good 2010 15 2025 West Lothian 13 87 3 2 2.1 7 0.7 0.5 1 35 245 Low Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
35341 5E+06 Distribution Board "LP1" S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Distribution Boards TRUE 13/01/2023 10:57 MEMERA 3 1200QM 1 Maintain 44-07 1995 B Good 1995 15 2010 West Lothian 28 187 5 2 5 10 1 0.5 1 50 500 Low Distribution Boards - Critical Primary Care Retained Site West Lothian Community
35342 5E+06 Distribution Board "Emergency Lighting "REF E"" S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Distribution Boards TRUE 13/01/2023 10:57 1 Maintain 44-07 1995 B Good 1995 15 2010 West Lothian 28 187 5 2 5 10 1 0.5 1 50 500 Low Distribution Boards - Critical Primary Care Retained Site West Lothian Community
34609 5E+06 Fire Alarm Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 1 44-10 1995 B Good 1995 15 2010 West Lothian 28 187 5 2 2 4 0.4 0.5 1 20 80 Low Isolator Primary Care Retained Site West Lothian Community
34610 5E+06 External Lighting Contactor Control S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Control Panels TRUE 13/01/2023 10:57 1 14-22 1995 B Good 1995 15 2010 West Lothian 28 187 5 2 2.5 5 0.5 0.5 1 25 125 Low All Plant - Non Critical Primary Care Retained Site West Lothian Community
35343 5E+06 Distribution Board "LP1" Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 1 Maintain 44-10 1995 C Satisfactory 1995 15 2010 West Lothian 28 187 5 3 5 15 1 0.5 1 50 750 Medium Distribution Boards - Critical Primary Care Retained Site West Lothian Community
35344 5E+06 Distribution Board "REF E" Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 1 Maintain 44-10 1995 C Satisfactory 1995 15 2010 West Lothian 28 187 5 3 5 15 1 0.5 1 50 750 Medium Distribution Boards - Critical Primary Care Retained Site West Lothian Community
35345 5E+06 Distribution Board "GF2" Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 1 Maintain 44-10 1995 C Satisfactory 1995 15 2010 West Lothian 28 187 5 3 5 15 1 0.5 1 50 750 Medium Distribution Boards - Critical Primary Care Retained Site West Lothian Community
35346 5E+06 Distribution Board "REF D" Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 1 Maintain 44-10 1995 C Satisfactory 1995 15 2010 West Lothian 28 187 5 3 5 15 1 0.5 1 50 750 Medium Distribution Boards - Critical Primary Care Retained Site West Lothian Community
35347 5E+06 Distribution Board "G1" Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 1 Maintain 44-10 1995 C Satisfactory 1995 15 2010 West Lothian 28 187 5 3 5 15 1 0.5 1 50 750 Medium Distribution Boards - Critical Primary Care Retained Site West Lothian Community
35348 5E+06 Distribution Board "A" Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 1 Maintain 44-10 1995 C Satisfactory 1995 15 2010 West Lothian 28 187 5 3 5 15 1 0.5 1 50 750 Medium Distribution Boards - Critical Primary Care Retained Site West Lothian Community
35349 5E+06 Distribution Board "Spare" Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 1 Maintain 44-10 1995 C Satisfactory 1995 15 2010 West Lothian 28 187 5 3 5 15 1 0.5 1 50 750 Medium Distribution Boards - Critical Primary Care Retained Site West Lothian Community
35350 5E+06 Distribution Board Main Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 1 Maintain 44-10 1995 C Satisfactory 1995 15 2010 West Lothian 28 187 5 3 5 15 1 0.5 1 50 750 Medium Distribution Boards - Critical Primary Care Retained Site West Lothian Community
35351 5E+06 Distribution Board Boilerhouse Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 1 Maintain 44-10 1995 C Satisfactory 1995 15 2010 West Lothian 28 187 5 3 5 15 1 0.5 1 50 750 Medium Distribution Boards - Critical Primary Care Retained Site West Lothian Community
34612 5E+06 Waterboiler S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/15 Staff Kitchen 1 ASSET Boilers And Calorifiers Water Heaters TRUE 13/01/2023 10:57 Zip Hydroboil 1 32-14 2010 C Satisfactory 2010 15 2025 West Lothian 13 87 3 3 1.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
35352 5E+06 Boiler 1 S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/28 Boiler Room ASSET Boilers And Calorifiers Boiler Plant TRUE 13/01/2023 10:57 Ideal 158083100600061 Imaxw80 1 Maintain 05-03 2015 A Excellent 2015 15 2030 West Lothian 8 53 3 1 2.1 14 0.7 0.5 1 35 490 High Boilers Primary Care Retained Site West Lothian Community
35353 5E+06 Boiler 2 S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/28 Boiler Room ASSET Boilers And Calorifiers Boiler Plant TRUE 13/01/2023 10:57 Ideal 158083100600062 Imaxw80 1 Maintain 05-03 2015 A Excellent 2015 15 2030 West Lothian 8 53 3 1 2.1 14 0.7 0.5 1 35 490 High Boilers Primary Care Retained Site West Lothian Community
34614 5E+06 Heating Control Panel S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/28 Boiler Room ASSET Boilers And Calorifiers Control Panels TRUE 13/01/2023 10:57 Honeywell 1 14-22 2005 B Good 2005 15 2020 West Lothian 18 120 4 2 2 5 0.5 0.5 1 25 125 Low All Plant - Non Critical Primary Care Retained Site West Lothian Community
34615 5E+06 Water Heater Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/28 Boiler Room ASSET Electrical System Isolators TRUE 13/01/2023 10:57 MEM 1 44-10 1990 CX Poor / Obsolete Parts 20A 1990 15 2005 West Lothian 33 220 5 18 2 2 0.4 0.5 1 20 40 Very Low Isolator Primary Care Retained Site West Lothian Community
34616 5E+06 MCP01 Control Panel/Boiler Control Panel S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/28 Boiler Room ASSET Boilers And Calorifiers Control Panels TRUE 13/01/2023 10:57 Honeywell 1 14-22 2010 B Good 2010 15 2025 West Lothian 13 87 3 2 1.5 5 0.5 0.5 1 25 125 Low All Plant - Non Critical Primary Care Retained Site West Lothian Community
34617 5E+06 DHW Cylinder 1 S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/28 Boiler Room ASSET Boilers And Calorifiers Calorifiers TRUE 19/07/2023 09:05 Andrews Water Heater PE39582844 32/40GB 1 Maintain 32-06 2010 B(C) Satisfactory 7.4KW 2010 15 2025 West Lothian 13 87 3 3 0 0 0 0.5 1 0 0 Low Cylinders Primary Care Retained Site West Lothian Community
34618 5E+06 DHW Cylinder 2 S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/28 Boiler Room ASSET Boilers And Calorifiers Calorifiers TRUE 19/07/2023 09:04 Andrews Water Heater F33/01156 33/49 1 Maintain 32-06 2010 C Satisfactory 11.52KW 2010 15 2025 West Lothian 13 87 3 3 0 0 0 0.5 1 0 0 Low Cylinders Primary Care Retained Site West Lothian Community
34619 5E+06 Pressurisation Unit S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/28 Boiler Room ASSET Hot And Cold Water Systems Pressurisation Systems TRUE 13/01/2023 10:57 Boss 200/2.5 1 Maintain 40-25 2008 C Satisfactory 200 Litres,2.5 Bar 2008 15 2023 West Lothian 15 100 3 3 2.1 7 0.7 0.5 1 35 245 Low Pressurisation Systems Primary Care Retained Site West Lothian Community
34620 5E+06 Pressurisation Unit Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/28 Boiler Room ASSET Electrical System Isolators TRUE 13/01/2023 10:57 Newlec 1 44-10 2008 B Good 2008 15 2023 West Lothian 15 100 3 2 1.2 4 0.4 0.5 1 20 80 Low Isolator Primary Care Retained Site West Lothian Community
34621 5E+06 Fan Heater Isolator 1 S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/28 Boiler Room ASSET Electrical System Isolators TRUE 13/01/2023 10:57 MEM Exel 1 44-10 1995 B Good 20A 1995 15 2010 West Lothian 28 187 5 2 2 4 0.4 0.5 1 20 80 Low Isolator Primary Care Retained Site West Lothian Community
34622 5E+06 Fan Heater Isolator 2 S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/28 Boiler Room ASSET Electrical System Isolators TRUE 13/01/2023 10:57 MEM Exel 1 44-10 1995 B Good 20A 1995 15 2010 West Lothian 28 187 5 2 2 4 0.4 0.5 1 20 80 Low Isolator Primary Care Retained Site West Lothian Community
34627 1148 Fire Doors S311B East Calder Health Centre S311B-Main Building Main Building ASSET Internal Fabric Fire Doors TRUE 17/11/2023 11:32 1 Maintain 23-17 CX Poor / Obsolete Parts 2000 15 2015 West Lothian 23 153 5 18 5 5 1 0.5 1 50 250 Very Low Fire Doors Primary Care Retained Site West Lothian Community
34629 1150 Outside Lighting S311B East Calder Health Centre S311B-External External ASSET Electrical System General Lighting TRUE 13/01/2023 10:57 7 36-04 C Satisfactory 2000 15 2015 West Lothian 23 153 5 3 2.5 7.5 0.5 0.5 1 25 187.5 Medium Non Critical Plant Primary Care Retained Site West Lothian Community
34630 1151 Outside Lighting - Lamp Posts S311B East Calder Health Centre S311B-External External ASSET Electrical System General Lighting TRUE 13/01/2023 10:57 10 36-04 C Satisfactory 2000 15 2015 West Lothian 23 153 5 3 2.5 7.5 0.5 0.5 1 25 187.5 Medium Non Critical Plant Primary Care Retained Site West Lothian Community
34631 1152 External Fabric of the Building including Roofs S311B East Calder Health Centre S311B-Main Building Main Building ASSET External Fabric External Fabric TRUE 13/01/2023 10:57 00-00 C Satisfactory 2000 15 2015 West Lothian 23 153 5 3 2.5 7.5 0.5 0.5 1 25 187.5 Medium Non Critical Plant Primary Care Retained Site West Lothian Community
34632 1153 Internal Fabric of the Building S311B East Calder Health Centre S311B-Main Building Main Building ASSET Internal Fabric Internal Fabric TRUE 13/01/2023 10:57 00-00 C Satisfactory 2000 15 2015 West Lothian 23 153 5 3 2.5 7.5 0.5 0.5 1 25 187.5 Medium Non Critical Plant Primary Care Retained Site West Lothian Community
34633 1154 Internal Fixtures and Fittings S311B East Calder Health Centre S311B-Main Building Main Building ASSET Internal Fittings And Fixtures Internal Fixtures and Fittings TRUE 13/01/2023 10:57 00-00 C Satisfactory 2000 15 2015 West Lothian 23 153 5 3 2.5 7.5 0.5 0.5 1 25 187.5 Medium Non Critical Plant Primary Care Retained Site West Lothian Community
34634 1155 INT & EXT Signage S311B East Calder Health Centre S311B-Main Building Main Building ASSET External Fabric External Signage TRUE 13/01/2023 10:57 00-00 C Satisfactory 2000 15 2015 West Lothian 23 153 5 3 2.5 7.5 0.5 0.5 1 25 187.5 Medium Non Critical Plant Primary Care Retained Site West Lothian Community
34635 1156 Grounds and Maintenance S311B East Calder Health Centre S311B-External External ASSET External Fabric External Fabric TRUE 27/10/2023 09:31 00-00 C Satisfactory 2000 15 2015 West Lothian 23 153 5 3 2.5 7.5 0.5 0.5 1 25 187.5 Medium Non Critical Plant Primary Care Retained Site West Lothian Community
35354 1157 Pest Control Animal & Insect S311B East Calder Health Centre S311B-Main Building Main Building ASSET Miscellaneous Pest Control TRUE 13/01/2023 10:57 00-00 C Satisfactory 2000 15 2015 West Lothian 23 153 5 3 2.5 7.5 0.5 0.5 1 25 187.5 Medium Non Critical Plant Primary Care Retained Site West Lothian Community
42538 126019 SINK S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/15 Room 3 1 ASSET Hot And Cold Water Systems Sentinel Outlets TRUE 07/12/2023 10:24 1 Maintain 04-01 B(C) Satisfactory 2000 15 2015 West Lothian 23 153 5 3 2.5 7.5 0.5 0.5 1 25 187.5 Medium All Plant - Non Critical Primary Care Retained Site West Lothian Community
42537 126020 SINK S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/05 Room 8 0 ASSET Hot And Cold Water Systems Sentinel Outlets TRUE 07/12/2023 11:13 1 Maintain 04-01 B(C) Satisfactory 2000 15 2015 West Lothian 23 153 5 3 2.5 7.5 0.5 0.5 1 25 187.5 Medium All Plant - Non Critical Primary Care Retained Site West Lothian Community
40601 126360 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/57 Consulting 1 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40602 126361 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/56 Consulting 2 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40603 126362 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/55 Consulting 3 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40604 126363 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40605 126364 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40606 126365 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/48 Speech Therapy 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40607 126366 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/45 Practice Nurse 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40608 126367 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/44 Chiropody 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40609 126368 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/36 Health Education 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40610 126369 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40611 126370 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/06 Telecoms Room 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40612 126371 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/03 Ladies Toilet 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40613 126372 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/03 Ladies Toilet 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40614 126373 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/17 Gents Toilet 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40615 126374 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/15 Staff Kitchen 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40616 126375 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/15 Staff Kitchen 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40617 126376 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/13 Community Room 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40618 126377 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/13 Community Room 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40619 126378 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/12 Community Offices 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40620 126379 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/12 Community Offices 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40621 126380 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/12 Community Offices 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40622 126381 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/12 Community Offices 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40623 126382 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/12 Community Offices 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40624 126383 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/12 Community Offices 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40625 126384 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/12 Community Offices 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40626 126385 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40627 126386 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40628 126387 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40629 126388 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40630 126389 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40631 126423 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/05 Room 8 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40587 126424 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/06 Secreterys Office 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40588 126425 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/07 359/G/07 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40589 126426 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/09 Dr Room 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40590 126427 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/10 Room 7 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40591 126428 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/12 Room 1 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40592 126429 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/14 Room 2 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40593 126430 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/15 Room 3 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40594 126431 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/16 Room 4 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40595 126432 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/17 Data Admin 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40596 126433 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/18 Room 5 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40597 126434 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/19 Dr Room 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40598 126435 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/20 Clinical Support Worker 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40599 126436 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/22 Treatment Room 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
40600 126437 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/25 Nurse Practitioner 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23 153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
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34623 5E+06 CWST - Water Tank S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/08 AHU Room 1 ASSET Hot And Cold Water Systems Cold Water Storage Tanks TRUE 13/01/2023 10:57 1 Maintain 56-02 2010 B Good 2010 15 2025 West Lothian 13
34624 5E+06 CWST - Water Tank S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/08 AHU Room 1 ASSET Hot And Cold Water Systems Cold Water Storage Tanks TRUE 13/01/2023 10:57 1 Maintain 56-02 2010 B Good 2010 15 2025 West Lothian 13
34625 5E+06 Water Heater (Under Sink) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/55 Consulting 3 ASSET Boilers And Calorifiers Water Heaters TRUE 13/01/2023 10:57 Heat Store 1 32-14 2010 C Satisfactory 2010 15 2025 West Lothian 13
34626 5E+06 Water Heater (Under Sink) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/56 Consulting 2 ASSET Boilers And Calorifiers Water Heaters TRUE 13/01/2023 10:57 Heat Store 1 32-14 2010 C Satisfactory 2010 15 2025 West Lothian 13
34553 5E+06 Main incoming Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/49 DSR ASSET Electrical System Isolators TRUE 13/01/2023 10:57 MEM 1 Maintain 44-10 1995 B Good 1995 15 2010 West Lothian 28
34554 5E+06 Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/49 DSR ASSET Electrical System Isolators TRUE 13/01/2023 10:57 MEM Exel 1 44-10 1995 B Good 63A 1995 15 2010 West Lothian 28
34555 5E+06 Sentinel Tap S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/49 DSR ASSET Hot And Cold Water Systems Sentinel Outlets TRUE 07/12/2023 09:16 1 Maintain 04-01 1995 B(C) Satisfactory 1995 15 2010 West Lothian 28
34557 5E+06 Wall Fan S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/48 Speech Therapy ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 VentAxia 1 20-02 2000 B Good 2000 15 2015 West Lothian 23
35328 5E+06 Distribution Doard "G2" S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/32 Electrical Cupboard ASSET Electrical System Distribution Boards TRUE 13/01/2023 10:57 MEMERA 3 1 Maintain 44-07 1995 B Good 80A 1995 15 2010 West Lothian 28
35329 5E+06 Distribution Board "A" S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/32 Electrical Cupboard ASSET Electrical System Distribution Boards TRUE 13/01/2023 10:57 MEMERA 3 1 Maintain 44-07 1995 B Good 1995 15 2010 West Lothian 28
34559 5E+06 Emergency Lighting S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/32 Electrical Cupboard ASSET Electrical System Emergency Lighting TRUE 19/12/2023 14:53 1 Maintain 37-01 1990 CX Poor / Obsolete Parts 1990 15 2005 West Lothian 33
35331 5E+06 Distribution Board "D" S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/34 Drug Cupboard ASSET Electrical System Distribution Boards TRUE 13/01/2023 10:57 MEMERA 3 1 Maintain 44-07 1990 B Good 1990 15 2005 West Lothian 33
34561 5E+06 Wall Fan S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/45 Practice Nurse ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 VentAxia 1 20-02 1995 B Good 1995 15 2010 West Lothian 28
34563 5E+06 TMV Sink S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/44 Chiropody ASSET Hot And Cold Water Systems TMV TRUE 13/01/2023 10:57 RADA 1 Maintain 04-04 2015 B Good 2015 15 2030 West Lothian 8
34564 5E+06 TMV Sink S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/44 Chiropody ASSET Hot And Cold Water Systems TMV TRUE 13/01/2023 10:57 RADA 1 Maintain 04-04 2015 B Good 2015 15 2030 West Lothian 8
34565 5E+06 Steriliser S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/44 Chiropody ASSET Miscellaneous MISC TRUE 13/01/2023 10:57 Little Sister LSE28413 516 1 Maintain 01-06 2000 A Excellent 2000 15 2015 West Lothian 23
34566 5E+06 Wall Fan S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/44 Chiropody ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 VentAxia Tseries 1 20-02 1995 B Good 1995 15 2010 West Lothian 28
34567 5E+06 TMV Sink S311B East Calder Health Centre S311B-Main Building Main Building ASSET Hot And Cold Water Systems TMV TRUE 13/01/2023 10:57 Horne 15 1 Maintain 04-04 2010 A Excellent 2010 15 2025 West Lothian 13
34568 5E+06 Large Fan Heater S311B East Calder Health Centre S311B-Main Building Main Building ASSET Heating Systems Heat Emitters TRUE 13/01/2023 10:57 1 28-09 1995 B Good 1995 15 2010 West Lothian 28
34570 5E+06 TMV Sink S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/38 Female Toilet ASSET Hot And Cold Water Systems TMV TRUE 13/01/2023 10:57 Horne 15 1 Maintain 04-04 2010 B Good 2010 15 2025 West Lothian 13
34572 5E+06 TMV Sink S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/39 Male Toilet ASSET Hot And Cold Water Systems TMV TRUE 13/01/2023 10:57 Horne 15 1 Maintain 04-04 2010 B Good 2010 15 2025 West Lothian 13
34573 5E+06 Large Fan Heater S311B East Calder Health Centre S311B-Main Building Main Building ASSET Heating Systems Heat Emitters TRUE 13/01/2023 10:57 1 28-09 1995 B Good 1995 15 2010 West Lothian 28
34575 5E+06 TMV Sink S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/09 Dr Room ASSET Hot And Cold Water Systems TMV TRUE 17/11/2023 15:30 RADA 1 Maintain 04-04 2015 B Good 2015 15 2030 West Lothian 8
34577 5E+06 Wall Fan S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/17 Data Admin ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 VentAxia 1 20-02 1995 C Satisfactory 1995 15 2010 West Lothian 28
34579 5E+06 Wall Fan S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/19 Dr Room ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 VentAxia 1 20-02 1995 B Good 1995 15 2010 West Lothian 28
34581 5E+06 Wall Fan S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/22 Treatment Room ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 VentAxia Tseries 1 20-02 1995 B Good 1995 15 2010 West Lothian 28
34583 5E+06 Wall Fan S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/25 Nurse Practitioner ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 VentAxia Tseries 1 20-02 1995 B Good 1995 15 2010 West Lothian 28
35332 5E+06 Stair Lift + Power Supply S311B East Calder Health Centre S311B-Main Building Main Building ASSET Lifts And Hoists Stair Lifts TRUE 13/01/2023 10:57 Stannah 1 Maintain 00-00 2010 A Excellent 2010 15 2025 West Lothian 13
35333 5E+06 Distribution Board "CU1" S311B East Calder Health Centre S311B-Main Building Main Building ASSET Electrical System Distribution Boards TRUE 13/01/2023 10:57 MK 1 Maintain 44-07 2010 A Excellent 40A 2010 15 2025 West Lothian 13
35334 5E+06 Distribution Board  "CU1A" S311B East Calder Health Centre S311B-Main Building Main Building ASSET Electrical System Distribution Boards TRUE 13/01/2023 10:57 MK 1 Maintain 44-07 2010 A Excellent 63A 2010 15 2025 West Lothian 13
34584 5E+06 Wall Fan S311B East Calder Health Centre S311B-Main Building Main Building ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 Xpelair 38025390 90850AW 1 20-02 2010 A Excellent 2010 15 2025 West Lothian 13
35335 5E+06 Distribution Board "CU2" S311B East Calder Health Centre S311B-Main Building Main Building ASSET Electrical System Distribution Boards TRUE 13/01/2023 10:57 MK 1 Maintain 44-07 2010 A Excellent 40A 2010 15 2025 West Lothian 13
35336 5E+06 Distribution Board "CU2A" S311B East Calder Health Centre S311B-Main Building Main Building ASSET Electrical System Distribution Boards TRUE 13/01/2023 10:57 MK 1 Maintain 44-07 2010 A Excellent 63A 2010 15 2025 West Lothian 13
35337 5E+06 Distribution Board "C3" S311B East Calder Health Centre S311B-Main Building Main Building ASSET Electrical System Distribution Boards TRUE 13/01/2023 10:57 MK 1 Maintain 44-07 2010 A Excellent 40A 2010 15 2025 West Lothian 13
35338 5E+06 Distribution Board "CU3A" S311B East Calder Health Centre S311B-Main Building Main Building ASSET Electrical System Distribution Boards TRUE 13/01/2023 10:57 MK 1 Maintain 44-07 2010 A Excellent 63A 2010 15 2025 West Lothian 13
34586 5E+06 Wall Fan S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/57 Consulting 1 ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 Xpelair 38025222 90850AW 1 20-02 2010 A Excellent 2010 15 2025 West Lothian 13
34587 5E+06 Electric Fan Wall Heater S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/57 Consulting 1 ASSET Heating Systems Heat Emitters TRUE 13/01/2023 10:57 Consort List 1 28-09 2010 A Excellent 2010 15 2025 West Lothian 13
34588 5E+06 Electric Fan Wall Heater S311B East Calder Health Centre S311B-Main Building Main Building ASSET Heating Systems Heat Emitters TRUE 13/01/2023 10:57 Consort List 1 28-09 2010 A Excellent 2010 15 2025 West Lothian 13
34590 5E+06 Wall Fan S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/56 Consulting 2 ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 Xpelair 42025038 90850AW 1 20-02 2010 A Excellent 2010 15 2025 West Lothian 13
34591 5E+06 Electric Fan Wall Heater S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/56 Consulting 2 ASSET Heating Systems Heat Emitters TRUE 13/01/2023 10:57 Consort List 1 28-09 2010 A Excellent 2010 15 2025 West Lothian 13
34593 5E+06 Electric Fan Wall Heater S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/55 Consulting 3 ASSET Heating Systems Heat Emitters TRUE 13/01/2023 10:57 Consort List 1 28-09 2010 A Excellent 2010 15 2025 West Lothian 13
34594 5E+06 Wall Fan S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/55 Consulting 3 ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 Xpelair 38025212 90850AW 1 20-02 2010 A Excellent 2010 15 2025 West Lothian 13
35339 5E+06 Distribution Board "G1" S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/42 Reception Office ASSET Electrical System Distribution Boards TRUE 13/01/2023 10:57 MEMERA 3 1200QM 1 Maintain 44-07 1995 B Good 100A 1995 15 2010 West Lothian 28
35340 5E+06 Call System S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/42 Reception Office ASSET Alarms And Detection Systems Panic Alarm Systems TRUE 13/01/2023 10:57 C-TEC 800 Series 1 06-29 1995 A Excellent 1995 15 2010 West Lothian 28
34596 5E+06 Fire Alarm System - Automatic S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/42 Reception Office ASSET Alarms And Detection Systems Fire Alarms TRUE 02/11/2023 14:43 Minerva 4 1 Panels - 10 devices Maintain 22-01 2002 C Satisfactory 2002 15 2017 West Lothian 21
34597 5E+06 Panic Alarm System S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/42 Reception Office ASSET Alarms And Detection Systems Panic Alarm Systems TRUE 13/01/2023 10:57 JLCOM 1 Maintain 14-20 1995 A Excellent 1995 15 2010 West Lothian 28
34599 5E+06 Damper Motor Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/08 AHU Room 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 MEM Exel 1 44-10 1995 B Good 20A 1995 15 2010 West Lothian 28
34600 5E+06 Supply Fan Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/08 AHU Room 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 MEM Exel 1 44-10 1995 B Good 1995 15 2010 West Lothian 28
34601 5E+06 Toilet Extract Fan Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/08 AHU Room 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 MEM Exel 1 44-10 1995 B Good 1995 15 2010 West Lothian 28
34602 5E+06 Main Extract Fan Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/08 AHU Room 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 MEM Exel 1 44-10 1995 B Good 1995 15 2010 West Lothian 28
34603 5E+06 Toilet Extract Fan S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/08 AHU Room 1 ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 Nuaire 3283683 AVT 1 1 20-11 2010 A Excellent 0.75A, 3300 rpm 2010 15 2025 West Lothian 13
34604 5E+06 Main Extract Fan S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/08 AHU Room 1 ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 Nuaire 3279522 AVT 5 1 20-11 2010 A Excellent 2.2A, 2400 rpm 2010 15 2025 West Lothian 13
34605 5E+06 Supply Fan  S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/08 AHU Room 1 ASSET Ventilation Systems AHU - Ventilation Plant - General Use TRUE 13/01/2023 10:57 Smiths Industries WDBK-091-130 38J 1 20-11 1995 B Good 1995 15 2010 West Lothian 28
34606 5E+06 Fan Control Panel (LCD) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/08 AHU Room 1 ASSET Ventilation Systems Control Panels TRUE 13/01/2023 10:57 Nuaire Eco Smart 1 14-22 2010 B Good 2010 15 2025 West Lothian 13
34607 5E+06 Fan Control Panel (LCD) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/08 AHU Room 1 ASSET Ventilation Systems Control Panels TRUE 13/01/2023 10:57 Nuaire Eco Smart 1 14-22 2010 B Good 2010 15 2025 West Lothian 13
35341 5E+06 Distribution Board "LP1" S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Distribution Boards TRUE 13/01/2023 10:57 MEMERA 3 1200QM 1 Maintain 44-07 1995 B Good 1995 15 2010 West Lothian 28
35342 5E+06 Distribution Board "Emergency Lighting "REF E"" S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Distribution Boards TRUE 13/01/2023 10:57 1 Maintain 44-07 1995 B Good 1995 15 2010 West Lothian 28
34609 5E+06 Fire Alarm Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 1 44-10 1995 B Good 1995 15 2010 West Lothian 28
34610 5E+06 External Lighting Contactor Control S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Control Panels TRUE 13/01/2023 10:57 1 14-22 1995 B Good 1995 15 2010 West Lothian 28
35343 5E+06 Distribution Board "LP1" Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 1 Maintain 44-10 1995 C Satisfactory 1995 15 2010 West Lothian 28
35344 5E+06 Distribution Board "REF E" Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 1 Maintain 44-10 1995 C Satisfactory 1995 15 2010 West Lothian 28
35345 5E+06 Distribution Board "GF2" Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 1 Maintain 44-10 1995 C Satisfactory 1995 15 2010 West Lothian 28
35346 5E+06 Distribution Board "REF D" Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 1 Maintain 44-10 1995 C Satisfactory 1995 15 2010 West Lothian 28
35347 5E+06 Distribution Board "G1" Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 1 Maintain 44-10 1995 C Satisfactory 1995 15 2010 West Lothian 28
35348 5E+06 Distribution Board "A" Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 1 Maintain 44-10 1995 C Satisfactory 1995 15 2010 West Lothian 28
35349 5E+06 Distribution Board "Spare" Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 1 Maintain 44-10 1995 C Satisfactory 1995 15 2010 West Lothian 28
35350 5E+06 Distribution Board Main Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 1 Maintain 44-10 1995 C Satisfactory 1995 15 2010 West Lothian 28
35351 5E+06 Distribution Board Boilerhouse Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Electrical System Isolators TRUE 13/01/2023 10:57 1 Maintain 44-10 1995 C Satisfactory 1995 15 2010 West Lothian 28
34612 5E+06 Waterboiler S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/15 Staff Kitchen 1 ASSET Boilers And Calorifiers Water Heaters TRUE 13/01/2023 10:57 Zip Hydroboil 1 32-14 2010 C Satisfactory 2010 15 2025 West Lothian 13
35352 5E+06 Boiler 1 S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/28 Boiler Room ASSET Boilers And Calorifiers Boiler Plant TRUE 13/01/2023 10:57 Ideal 158083100600061 Imaxw80 1 Maintain 05-03 2015 A Excellent 2015 15 2030 West Lothian 8
35353 5E+06 Boiler 2 S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/28 Boiler Room ASSET Boilers And Calorifiers Boiler Plant TRUE 13/01/2023 10:57 Ideal 158083100600062 Imaxw80 1 Maintain 05-03 2015 A Excellent 2015 15 2030 West Lothian 8
34614 5E+06 Heating Control Panel S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/28 Boiler Room ASSET Boilers And Calorifiers Control Panels TRUE 13/01/2023 10:57 Honeywell 1 14-22 2005 B Good 2005 15 2020 West Lothian 18
34615 5E+06 Water Heater Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/28 Boiler Room ASSET Electrical System Isolators TRUE 13/01/2023 10:57 MEM 1 44-10 1990 CX Poor / Obsolete Parts 20A 1990 15 2005 West Lothian 33
34616 5E+06 MCP01 Control Panel/Boiler Control Panel S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/28 Boiler Room ASSET Boilers And Calorifiers Control Panels TRUE 13/01/2023 10:57 Honeywell 1 14-22 2010 B Good 2010 15 2025 West Lothian 13
34617 5E+06 DHW Cylinder 1 S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/28 Boiler Room ASSET Boilers And Calorifiers Calorifiers TRUE 19/07/2023 09:05 Andrews Water Heater PE39582844 32/40GB 1 Maintain 32-06 2010 B(C) Satisfactory 7.4KW 2010 15 2025 West Lothian 13
34618 5E+06 DHW Cylinder 2 S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/28 Boiler Room ASSET Boilers And Calorifiers Calorifiers TRUE 19/07/2023 09:04 Andrews Water Heater F33/01156 33/49 1 Maintain 32-06 2010 C Satisfactory 11.52KW 2010 15 2025 West Lothian 13
34619 5E+06 Pressurisation Unit S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/28 Boiler Room ASSET Hot And Cold Water Systems Pressurisation Systems TRUE 13/01/2023 10:57 Boss 200/2.5 1 Maintain 40-25 2008 C Satisfactory 200 Litres,2.5 Bar 2008 15 2023 West Lothian 15
34620 5E+06 Pressurisation Unit Isolator S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/28 Boiler Room ASSET Electrical System Isolators TRUE 13/01/2023 10:57 Newlec 1 44-10 2008 B Good 2008 15 2023 West Lothian 15
34621 5E+06 Fan Heater Isolator 1 S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/28 Boiler Room ASSET Electrical System Isolators TRUE 13/01/2023 10:57 MEM Exel 1 44-10 1995 B Good 20A 1995 15 2010 West Lothian 28
34622 5E+06 Fan Heater Isolator 2 S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/28 Boiler Room ASSET Electrical System Isolators TRUE 13/01/2023 10:57 MEM Exel 1 44-10 1995 B Good 20A 1995 15 2010 West Lothian 28
34627 1148 Fire Doors S311B East Calder Health Centre S311B-Main Building Main Building ASSET Internal Fabric Fire Doors TRUE 17/11/2023 11:32 1 Maintain 23-17 CX Poor / Obsolete Parts 2000 15 2015 West Lothian 23
34629 1150 Outside Lighting S311B East Calder Health Centre S311B-External External ASSET Electrical System General Lighting TRUE 13/01/2023 10:57 7 36-04 C Satisfactory 2000 15 2015 West Lothian 23
34630 1151 Outside Lighting - Lamp Posts S311B East Calder Health Centre S311B-External External ASSET Electrical System General Lighting TRUE 13/01/2023 10:57 10 36-04 C Satisfactory 2000 15 2015 West Lothian 23
34631 1152 External Fabric of the Building including Roofs S311B East Calder Health Centre S311B-Main Building Main Building ASSET External Fabric External Fabric TRUE 13/01/2023 10:57 00-00 C Satisfactory 2000 15 2015 West Lothian 23
34632 1153 Internal Fabric of the Building S311B East Calder Health Centre S311B-Main Building Main Building ASSET Internal Fabric Internal Fabric TRUE 13/01/2023 10:57 00-00 C Satisfactory 2000 15 2015 West Lothian 23
34633 1154 Internal Fixtures and Fittings S311B East Calder Health Centre S311B-Main Building Main Building ASSET Internal Fittings And Fixtures Internal Fixtures and Fittings TRUE 13/01/2023 10:57 00-00 C Satisfactory 2000 15 2015 West Lothian 23
34634 1155 INT & EXT Signage S311B East Calder Health Centre S311B-Main Building Main Building ASSET External Fabric External Signage TRUE 13/01/2023 10:57 00-00 C Satisfactory 2000 15 2015 West Lothian 23
34635 1156 Grounds and Maintenance S311B East Calder Health Centre S311B-External External ASSET External Fabric External Fabric TRUE 27/10/2023 09:31 00-00 C Satisfactory 2000 15 2015 West Lothian 23
35354 1157 Pest Control Animal & Insect S311B East Calder Health Centre S311B-Main Building Main Building ASSET Miscellaneous Pest Control TRUE 13/01/2023 10:57 00-00 C Satisfactory 2000 15 2015 West Lothian 23
42538 126019 SINK S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/15 Room 3 1 ASSET Hot And Cold Water Systems Sentinel Outlets TRUE 07/12/2023 10:24 1 Maintain 04-01 B(C) Satisfactory 2000 15 2015 West Lothian 23
42537 126020 SINK S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/05 Room 8 0 ASSET Hot And Cold Water Systems Sentinel Outlets TRUE 07/12/2023 11:13 1 Maintain 04-01 B(C) Satisfactory 2000 15 2015 West Lothian 23
40601 126360 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/57 Consulting 1 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40602 126361 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/56 Consulting 2 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40603 126362 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/55 Consulting 3 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40604 126363 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40605 126364 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40606 126365 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/48 Speech Therapy 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40607 126366 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/45 Practice Nurse 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40608 126367 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/44 Chiropody 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40609 126368 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/36 Health Education 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40610 126369 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/07 Switchroom 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40611 126370 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/06 Telecoms Room 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40612 126371 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/03 Ladies Toilet 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40613 126372 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/03 Ladies Toilet 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40614 126373 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/17 Gents Toilet 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40615 126374 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/15 Staff Kitchen 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40616 126375 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/15 Staff Kitchen 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40617 126376 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/13 Community Room 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40618 126377 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/13 Community Room 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40619 126378 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/12 Community Offices 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40620 126379 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/12 Community Offices 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40621 126380 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/12 Community Offices 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40622 126381 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/12 Community Offices 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40623 126382 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/12 Community Offices 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40624 126383 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/12 Community Offices 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40625 126384 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/1/12 Community Offices 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40626 126385 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40627 126386 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40628 126387 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40629 126388 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40630 126389 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building 1 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40631 126423 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/05 Room 8 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40587 126424 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/06 Secreterys Office 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40588 126425 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/07 359/G/07 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40589 126426 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/09 Dr Room 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40590 126427 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/10 Room 7 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40591 126428 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/12 Room 1 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40592 126429 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/14 Room 2 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40593 126430 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/15 Room 3 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40594 126431 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/16 Room 4 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40595 126432 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/17 Data Admin 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40596 126433 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/18 Room 5 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40597 126434 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/19 Dr Room 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40598 126435 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/20 Clinical Support Worker 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40599 126436 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/22 Treatment Room 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23
40600 126437 Window (Tilt) S311B East Calder Health Centre S311B-Main Building Main Building S311B-359/G/25 Nurse Practitioner 0 ASSET Internal Fabric Windows TRUE 13/01/2023 10:57 Maintain 102-04 A Excellent 2000 15 2015 West Lothian 23



Percent Of LifeCycle Age Score Condition Score Asset failure LikeliHood Likelihood Score System Criticality Weighting Resilience Weighting Building Strategu Weighting Asset Failure Impact Total Risk Score Budget Cost To Replace Likelihood Criteria Critical Systems Site Category Site Strategy Area / Region Additional Info Team
87 3 2 2.1 7 0.7 0.5 1 35 245 Low Water Tanks Primary Care Retained Site West Lothian Community
87 3 2 2.1 7 0.7 0.5 1 35 245 Low Water Tanks Primary Care Retained Site West Lothian Community
87 3 3 1.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
87 3 3 1.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community

187 5 2 2 4 0.4 0.5 1 20 80 0 Low Isolator Primary Care Retained Site West Lothian Community
187 5 2 2 4 0.4 0.5 1 20 80 0 Low Isolator Primary Care Retained Site West Lothian Community
187 5 3 2.5 7.5 0.5 0.5 1 25 187.5 0 Medium All Plant - Non Critical Primary Care Retained Site West Lothian Community
153 5 2 3.5 7 0.7 0.5 1 35 245 0 Low Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
187 5 2 5 10 1 0.5 1 50 500 0 Low Distribution Boards - Critical Primary Care Retained Site West Lothian Community
187 5 2 5 10 1 0.5 1 50 500 0 Low Distribution Boards - Critical Primary Care Retained Site West Lothian Community
220 5 18 3.5 3.5 0.7 0.5 1 35 122.5 0 Very Low Emergency Lighting Primary Care Retained Site West Lothian Community
220 5 2 5 10 1 0.5 1 50 500 0 Low Distribution Boards - Critical Primary Care Retained Site West Lothian Community
187 5 2 3.5 7 0.7 0.5 1 35 245 0 Low Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community

53 3 2 1.5 5 0.5 0.5 1 25 125 0 Low TMV Primary Care Retained Site West Lothian Community
53 3 2 1.5 5 0.5 0.5 1 25 125 0 Low TMV Primary Care Retained Site West Lothian Community

153 5 1 2.5 5 0.5 0.5 1 25 125 0 Low Non Critical Plant Primary Care Retained Site West Lothian Community
187 5 2 3.5 7 0.7 0.5 1 35 245 0 Low Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community

87 3 1 1.5 10 0.5 0.5 1 25 250 0 High TMV Primary Care Retained Site West Lothian Community
187 5 2 2.5 5 0.5 0.5 1 25 125 0 Low Non Critical Plant Primary Care Retained Site West Lothian Community

87 3 2 1.5 5 0.5 0.5 1 25 125 0 Low TMV Primary Care Retained Site West Lothian Community
87 3 2 1.5 5 0.5 0.5 1 25 125 0 Low TMV Primary Care Retained Site West Lothian Community

187 5 2 2.5 5 0.5 0.5 1 25 125 0 Low Non Critical Plant Primary Care Retained Site West Lothian Community
53 3 2 1.5 5 0.5 0.5 1 25 125 0 Low TMV Primary Care Retained Site West Lothian Community

187 5 3 3.5 10.5 0.7 0.5 1 35 367.5 0 Medium Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
187 5 2 3.5 7 0.7 0.5 1 35 245 0 Low Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
187 5 2 3.5 7 0.7 0.5 1 35 245 0 Low Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
187 5 2 3.5 7 0.7 0.5 1 35 245 0 Low Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community

87 3 1 1.5 10 0.5 0.5 1 25 250 High Non Critical Plant Primary Care Retained Site West Lothian Community
87 3 1 3 20 1 0.5 1 50 1000 High Distribution Boards - Critical Primary Care Retained Site West Lothian Community
87 3 1 3 20 1 0.5 1 50 1000 High Distribution Boards - Critical Primary Care Retained Site West Lothian Community
87 3 1 2.1 14 0.7 0.5 1 35 490 High Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
87 3 1 3 20 1 0.5 1 50 1000 High Distribution Boards - Critical Primary Care Retained Site West Lothian Community
87 3 1 3 20 1 0.5 1 50 1000 High Distribution Boards - Critical Primary Care Retained Site West Lothian Community
87 3 1 3 20 1 0.5 1 50 1000 High Distribution Boards - Critical Primary Care Retained Site West Lothian Community
87 3 1 3 20 1 0.5 1 50 1000 High Distribution Boards - Critical Primary Care Retained Site West Lothian Community
87 3 1 2.1 14 0.7 0.5 1 35 490 High Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
87 3 1 1.5 10 0.5 0.5 1 25 250 High Non Critical Plant Primary Care Retained Site West Lothian Community
87 3 1 1.5 10 0.5 0.5 1 25 250 High Non Critical Plant Primary Care Retained Site West Lothian Community
87 3 1 2.1 14 0.7 0.5 1 35 490 High Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
87 3 1 1.5 10 0.5 0.5 1 25 250 High Non Critical Plant Primary Care Retained Site West Lothian Community
87 3 1 1.5 10 0.5 0.5 1 25 250 High Non Critical Plant Primary Care Retained Site West Lothian Community
87 3 1 2.1 14 0.7 0.5 1 35 490 High Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community

187 5 2 5 10 1 0.5 1 50 500 Low Distribution Boards - Critical Primary Care Retained Site West Lothian Community
187 5 1 3.5 7 0.7 0.5 1 35 245 Low Nurse Call System Primary Care Retained Site West Lothian Community
140 4 3 4 15 1 0.5 1 50 750 Medium Fire Alarm Primary Care Retained Site West Lothian Community
187 5 1 3.5 7 0.7 0.5 1 35 245 Low Panic Alarms / Personal Alarm Primary Care Retained Site West Lothian Community
187 5 2 2 4 0.4 0.5 1 20 80 Low Isolator Primary Care Retained Site West Lothian Community
187 5 2 2 4 0.4 0.5 1 20 80 Low Isolator Primary Care Retained Site West Lothian Community
187 5 2 2 4 0.4 0.5 1 20 80 Low Isolator Primary Care Retained Site West Lothian Community
187 5 2 2 4 0.4 0.5 1 20 80 Low Isolator Primary Care Retained Site West Lothian Community

87 3 1 2.1 14 0.7 0.5 1 35 490 High Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
87 3 1 2.1 14 0.7 0.5 1 35 490 High Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community

187 5 2 3.5 7 0.7 0.5 1 35 245 Low Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
87 3 2 2.1 7 0.7 0.5 1 35 245 Low Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community
87 3 2 2.1 7 0.7 0.5 1 35 245 Low Air Conditioning Systems - Non Critical Primary Care Retained Site West Lothian Community

187 5 2 5 10 1 0.5 1 50 500 Low Distribution Boards - Critical Primary Care Retained Site West Lothian Community
187 5 2 5 10 1 0.5 1 50 500 Low Distribution Boards - Critical Primary Care Retained Site West Lothian Community
187 5 2 2 4 0.4 0.5 1 20 80 Low Isolator Primary Care Retained Site West Lothian Community
187 5 2 2.5 5 0.5 0.5 1 25 125 Low All Plant - Non Critical Primary Care Retained Site West Lothian Community
187 5 3 5 15 1 0.5 1 50 750 Medium Distribution Boards - Critical Primary Care Retained Site West Lothian Community
187 5 3 5 15 1 0.5 1 50 750 Medium Distribution Boards - Critical Primary Care Retained Site West Lothian Community
187 5 3 5 15 1 0.5 1 50 750 Medium Distribution Boards - Critical Primary Care Retained Site West Lothian Community
187 5 3 5 15 1 0.5 1 50 750 Medium Distribution Boards - Critical Primary Care Retained Site West Lothian Community
187 5 3 5 15 1 0.5 1 50 750 Medium Distribution Boards - Critical Primary Care Retained Site West Lothian Community
187 5 3 5 15 1 0.5 1 50 750 Medium Distribution Boards - Critical Primary Care Retained Site West Lothian Community
187 5 3 5 15 1 0.5 1 50 750 Medium Distribution Boards - Critical Primary Care Retained Site West Lothian Community
187 5 3 5 15 1 0.5 1 50 750 Medium Distribution Boards - Critical Primary Care Retained Site West Lothian Community
187 5 3 5 15 1 0.5 1 50 750 Medium Distribution Boards - Critical Primary Care Retained Site West Lothian Community

87 3 3 1.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
53 3 1 2.1 14 0.7 0.5 1 35 490 High Boilers Primary Care Retained Site West Lothian Community
53 3 1 2.1 14 0.7 0.5 1 35 490 High Boilers Primary Care Retained Site West Lothian Community

120 4 2 2 5 0.5 0.5 1 25 125 Low All Plant - Non Critical Primary Care Retained Site West Lothian Community
220 5 18 2 2 0.4 0.5 1 20 40 Very Low Isolator Primary Care Retained Site West Lothian Community

87 3 2 1.5 5 0.5 0.5 1 25 125 Low All Plant - Non Critical Primary Care Retained Site West Lothian Community
87 3 3 0 0 0 0.5 1 0 0 Low Cylinders Primary Care Retained Site West Lothian Community
87 3 3 0 0 0 0.5 1 0 0 Low Cylinders Primary Care Retained Site West Lothian Community

100 3 3 2.1 7 0.7 0.5 1 35 245 Low Pressurisation Systems Primary Care Retained Site West Lothian Community
100 3 2 1.2 4 0.4 0.5 1 20 80 Low Isolator Primary Care Retained Site West Lothian Community
187 5 2 2 4 0.4 0.5 1 20 80 Low Isolator Primary Care Retained Site West Lothian Community
187 5 2 2 4 0.4 0.5 1 20 80 Low Isolator Primary Care Retained Site West Lothian Community
153 5 18 5 5 1 0.5 1 50 250 Very Low Fire Doors Primary Care Retained Site West Lothian Community
153 5 3 2.5 7.5 0.5 0.5 1 25 187.5 Medium Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 3 2.5 7.5 0.5 0.5 1 25 187.5 Medium Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 3 2.5 7.5 0.5 0.5 1 25 187.5 Medium Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 3 2.5 7.5 0.5 0.5 1 25 187.5 Medium Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 3 2.5 7.5 0.5 0.5 1 25 187.5 Medium Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 3 2.5 7.5 0.5 0.5 1 25 187.5 Medium Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 3 2.5 7.5 0.5 0.5 1 25 187.5 Medium Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 3 2.5 7.5 0.5 0.5 1 25 187.5 Medium Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 3 2.5 7.5 0.5 0.5 1 25 187.5 Medium All Plant - Non Critical Primary Care Retained Site West Lothian Community
153 5 3 2.5 7.5 0.5 0.5 1 25 187.5 Medium All Plant - Non Critical Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community
153 5 1 2.5 5 0.5 0.5 1 25 125 Low Non Critical Plant Primary Care Retained Site West Lothian Community



Work Order ppm code Equipment Description Asset Group Asset Type Hospital Site Description Ward/Area Room Level Job Type Craft Status Create Date Start Due Completion Date Helpdesk Completion Comments Area / Region
451948 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - SECRETARIES ROOM - RELAMP FLICKERING LIGHT Equipment Fault/Property Repair Electrical Scheduled ############### ############### ############### TRUE West Lothian Community
451944 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  REPLACE X2 FLUO TUBES IN TREATMENT ROOM 2 Equipment Fault/Property Repair Maintenance Assistant Job Accepted by Engineer ############### ############### ############### TRUE West Lothian Community
451686 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
451576 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDNERS  EAST CALDER GRIT  On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
451522 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - GUTTERING ABOVE SIDE FIRE EXIT IS LEAKING Equipment Fault/Property Repair Plumber Open ############### ############### ############### TRUE West Lothian Community
451389 S311B East Calder Health Centre S311B East Calder Health Centre fit new taps as instructed Equipment Fault/Property Repair Plumber Work Suspended ############### ############### ############### TRUE West Lothian Community
450105 S311B East Calder Health Centre S311B East Calder Health Centre FIT NEW PIPEWORK AS INSTRUCTED Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
449952 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HC - To install child proof locks on physiotherapy storage cupboard doors. Minor Works Joiner Scheduled ############### ############### ############### TRUE West Lothian Community
449726 S311B East Calder Health Centre S311B East Calder Health Centre CALLOUT - GRIT EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
449605 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - DR MCMURTRIE ROOM 6 - HOT WATER TAP IS DRIPPING CONSTANTLY - ROOM FREE RFROM 11.30 TODAY Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
449598 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  EXAMINATION LAMP IN ROOM 2 NOT WORKING Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
449433 S311B East Calder Health Centre S311B East Calder Health Centre CALLOUT - WEST CALDER - RE SCREWED HINGES, PLAINED DOOR, ADJUSTED PUSH BAR LATCH, OILED  On Call Overtime Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
449338 S311B East Calder Health Centre S311B East Calder Health Centre CALLOUT - GRIT EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
449263 S311B East Calder Health Centre S311B East Calder Health Centre FIT FILTER IN ROOM 2 G14 Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
443226 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - FIRE EXIT DOOR IS COMING OFF IT'S HINGES AGAIN - THEREFORE DOOR NOT CLOSING Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE completed on call West Lothian Community
443002 S311B East Calder Health Centre S311B East Calder Health Centre CALLOUT - GRIT EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
442962 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
441393 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - ADMIN OFFICE  - PANIC ALARM IS NOT WORKING - THE LAST TIME THIS HAPPENED STATF COULD  NOT RESET BUILDING INTRUDER ALARM Equipment Fault/Property Repair Electrical Open ############### ############### ############### TRUE m.mastaglio calling adt 26/01/24 West Lothian Community
441342 S311B East Calder Health Centre S311B East Calder Health Centre CALLOUT - GRIT /CLEAR SNOW - EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
441110 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - FIRE DOOR HAS FALLEN OFF IT'S HINGES - SCREWS ARE MISSING ON UPPER HINGE - REQUEST ASAP AS BUILDING WILL NOT BE SECURE OVERNIGHT Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
440804 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
440773 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER HC  GROUND FLOOR STORE CUPBOARD HAS A DOOR HANGING OFF IT'S HINGES Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
438915 S311B East Calder Health Centre S311B East Calder Health Centre CALLOUT - GRIT EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
438627 S311B East Calder Health Centre S311B East Calder Health Centre CALLOUT - GRIT EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
438506 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - FIT WHB AND TAP TO IPS UNIT. Minor Works Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
438479 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - FRONT CAR PARK - LIGHTS ARE OUT Equipment Fault/Property Repair Electrical Job Accepted by Engineer ############### ############### ############### TRUE West Lothian Community
438343 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - PRACTICE NURSE ROOM - NO POWER TO SOCKETS Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE  15/01/2024 10:07:21 TASK01: Fault sorted. West Lothian Community
437035 S311B East Calder Health Centre S311B East Calder Health Centre CALLOUT - GRIT EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
436860 S311B East Calder Health Centre S311B East Calder Health Centre Install a few socket in the office Minor Works Electrical Completed ############### ############### ############### ############### FALSE   15/01/2024 10:31:01 TASK01: Sockets installed West Lothian Community
436806 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER   GRIT On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
436445 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - ASSIST WITH LIGHT SURVEY Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
436438 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - ADMIN ROOM - PLEASE REMOVE  SEVERAL FLUO TUBES AS ROOM IS TOO BRIGHT Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
434616 S311B-359/G/48 Speech Therapy S311B East Calder Health Centre S311B-Main Building S311B-359/G/48 Ground Floor Remove desk from room G48 and place in Physio Room to replace large old wooden desk. Remove large old wooden desk from Physio room and place in reception area for pick-up by others. Needs done by Monday am 8th. Equipment Fault/Property Repair Maintenance Assistant Open ############### ############### ############### TRUE West Lothian Community
434615 S311B-359/G/48 Speech Therapy S311B East Calder Health Centre S311B-Main Building S311B-359/G/48 Ground Floor Speech Therapy Room - disconnect water supplies and drain pipe at sink prior to sink removal by contractor. Needs to be complete by Monday morning 8th. New IPS being fitted by contractor so pipe supplies will be re-used. Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
434611 0005011808 TMV Sink Hot And Cold Water Systems TMV S311B East Calder Health Centre S311B-Main Building S311B-359/G/09 Ground Floor Secretaries Room (G09) - strip & clean TMV and components prior to further sampling. Replace POU filter and add install date. Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
434524 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
434426 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
434292 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  REPLACE FLUO TUBE AT RECEPTION Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
429198 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HEALTH CENTRE - ROOM 359-G-39 - PUBLIC W/C - PLEASE CHECK FITTINGS Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
429108 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  - X5 LEAKS GOING DOWN THE MAIN CORIDOR THIS MORNING - WATER BOUNCES OFF THE BEAMS HIGH UP SO ITS GOING ALL OVER THE FLOOR - SLIP RISK - STAFF TRYING HARD TO CONTAIN THEM Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
427605 S311B-External External S311B East Calder Health Centre S311B-External Fill salt bins Equipment Fault/Property Repair Gardener Completed ############### ############### ############### ############### TRUE  11/01/2024 10:08:37 Gardener: All completed West Lothian Community
427526 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HEALTH CENTRE - RECEPTION - REPLACE FLICKERING TUBE Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
427493 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - LEFT HAND FRONT DOOR IS SQUEAKING Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
427472 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  STAFF TOILET ON THE GROUND FLOOR  - LOCK IS STICKING ON THE DOOR- STAFF CONCERNED SOMEONE WILL GET STUCK INSIDE Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
427270 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  1ST FLOOR LADIES STAFF TOILET ON THE LEFT HAND SIDE -  LOCK KEEPS STICKING CAUSING FEW TO GET LOCKED INSIDE Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
425507 S311B East Calder Health Centre S311B East Calder Health Centre  STAFF CAR PARK  2 LIGHTS IN CAR PARK AND LIGHT ON BUILDING ARE ALL OUT Equipment Fault/Property Repair Electrical Open ############### ############### ############### TRUE West Lothian Community
425484 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER  -ROOM 1 DR SUZANNA - EXAMINATION LIGHT IS NOT WORKING Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE  18/12/2023 08:08:13 Electrician: Job complete. West Lothian Community
425477 S311B East Calder Health Centre S311B East Calder Health Centre    EAST CALDER HC community nursing room upstairs and small office next door Dismantle both desks (one in each room) for removal by Transport Job to be allocated to Joiners (Wendy Cannon and Thanos on-site contact) Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
425426 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT / CLEAR SNOW On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
425174 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
425110 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - SPEACH AND LANGUAGE THERAPY CORRIDOR - RELAMP FLUO TUBE Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
423299 S311B East Calder Health Centre S311B East Calder Health Centre FIT NEW FILTERS Equipment Fault/Property Repair Builder Open ############### ############### ############### TRUE West Lothian Community
423074 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT EAST CALDER HEALTH CENTRE GRIT AND CLEAR SNOW On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
423026 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT / CLEAR SNOW On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
422979 S311B East Calder Health Centre S311B East Calder Health Centre  EAST CALDER HEALTH CENTRE HEATING UNIT MAKING REALLY LOUD SQUEAKING SOUND Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE West Lothian Community
422824 S311B East Calder Health Centre S311B East Calder Health Centre REMEDIAL WORK ON HOT WATER Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
417940 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  RECEPTION - ONE WALL HEATER NOT WORKING AND THE OTHER BLOWING OUT COLD AIR AND AT THE BACK OUTSIDE THE DOCTORS ROOM THERE ARE A COUPLE OF RADIATORS NOT SWITCHING ON -LOKS LIKE SPECIAL ISOLATION SWITH IS REQUIRED? Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE West Lothian Community
417898 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  TURN ON FEW RADIATORS IN CORRIDOR  = X1 AT TOP OF STAIRS AND ONES ALONG CORRIDOR - NURSES HAVE TURNED ON THE VALVES BUT STILL NOT COKING ON Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE   04/12/2023 15:53:44 Mechanical: Now working. West Lothian Community
417896 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  ANGLE POISED LIGHT NOT WORKING IN ROOM 1 Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE  18/12/2023 08:07:52 Electrician: Lamp replaced West Lothian Community
417528 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
417352 S311B East Calder Health Centre S311B East Calder Health Centre REMOVE GRAFFITTI ON WALL AT EAST CALDER Equipment Fault/Property Repair Painter Completed ############### ############### ############### ############### TRUE West Lothian Community
417238 S311B East Calder Health Centre S311B East Calder Health Centre FIT SOCKET FOR PUMP Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE   29/11/2023 10:53:40 Plumber: Socket installed. West Lothian Community
417029 S311B East Calder Health Centre S311B East Calder Health Centre CALLOUT - GRIT/CLEAR SNOW    EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
415693 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - UPSTAIRS FEMALE TOILET, STAFF MEMBER WAS LOCKED IN, IS NOW OUT BUT CAN LOCK PLS BE CHECKED. ITS VERY STIFF Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
415533 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER HC FLICKERING LIGHT IN MAIN WAITING ROOM Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
415344 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - FIT DRAFT EXCLUDERS TO TOP OF ENTRANCE DOORS Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
415343 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - PAINT NEW SOFFIT PANELS AT FRONT ENTRANCE Equipment Fault/Property Repair Painter Job Accepted by Engineer ############### ############### ############### TRUE West Lothian Community
415341 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - REPLACE MISSING SOFFIT PANELS AT FRONT ENTRANCE Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
415340 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - REMOVE PANELS FOR PLUMBERS AND THEN REFIT Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
415335 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER   ROOM 10  NURSE PRACTIONER OFFICE  EXAMINATION LIGHT IS NOT WORKING Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
415207 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER  -  TREATMENT ROOM   EXAMINATION LIGHT NOT WORKING - ACCESS BEFORE 9am AS CLINIC STARTS AT  9am, THURSDAY OR FRIDAY. Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
415206 S311B East Calder Health Centre S311B East Calder Health Centre FIT NEW PIPEWORK IN GENTS AND LADIES TOILETS Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
415054 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  CO65/23 - East Calder HC - Staff Toilet 359/G/33 - To remove exis ng toilet roll holder and install new one ** The service have confirmed they have new toilet roll holder** Minor Works Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
415015 S311B East Calder Health Centre S311B East Calder Health Centre fit new whb plus new pipework Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
414909 S311B East Calder Health Centre S311B East Calder Health Centre CUT NEW VALVE IN AND RE-PIPE TOILET AREA PLUS FIT NEW WHB Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
414875 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - COMMUNITY ROOM 3 - 2 X SLATS ON BLINDS ARE BROKEN - ASAP FOR PRIVACY REASONS Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE BLINDS CANNOT BE REPAIRED, PASSED INFO TO D.KNOTT West Lothian Community
413441 0005011808 TMV Sink Hot And Cold Water Systems TMV S311B East Calder Health Centre S311B-Main Building S311B-359/G/09 Ground Floor URGENT - fit POU filter on Secretaries Room IPS outlet. Date filter with install date. If unsure of location, call MM Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
413353 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building   EAST CALDER HC DR MACLEOD ROOM PAPER ROLL HOLDER ATTACHED TO BOTTOM OF EXAMINATION BED HAS BROKEN OFF Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
413310 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building STRIP OUT WHB AND PIPEWORK BACK TO BALLIFIX IN LADIES TOILET AT RECEPTION AREA Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
413028 S311B East Calder Health Centre S311B East Calder Health Centre CALLOUT - CLEAR GRIT/SNOW    EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
413000 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
412488 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EMERGENCY LIGHT AT THE BACK OF THE BUILDING STILL NOT WORKING - M/A ATTENDED TODAY  - ELECTRICAN REQUIRED - TRIDONIC REQUIRED Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
412473 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  PHLEBOTOMY ROOM  CEILING LIGHT NOT WORKING  - M/A ATTENDED LAST WEEK - NEW TRIDONIC REQUIRED Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
411146 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  EMERGENCY LIGHT AT THE BACK DOOR IS NOT WORKING Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE  ELECTRICIAN REQUIRED  412488 RAISED13/11/2023 09:40:19 Electrician: Electrician required needs a new tridonic West Lothian Community
411099 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER  CEILING LIGHT OUT IN PHLABOTOMY ROOM Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
410540 S311B-359/G/39 Male Toilet S311B East Calder Health Centre S311B-Main Building S311B-359/G/39 Ground Floor Cut and fit plastic splash-back for above new sink in Gents public WC next to reception, and fit plastic wall panel where children's sink was removed from wall at baby change area. Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
410421 S311B East Calder Health Centre S311B East Calder Health Centre REMEDIAL WORKS Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
410414 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  REPLACE FLUO TUBE IN UPSTAIRS TOILET Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
403608 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building    EAST CALDER  1 X 28mm LAGGING  1 X 15mm LAGGING  INSTALL ON HOT WATER PIPE WORK Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
403591 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building Fit new/additional weather seals to the top of main front doors. Check all other weather seals around doors and repair  or replace where necessary Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
403430 S311B East Calder Health Centre S311B East Calder Health Centre CUT OUT LOCKSHIELD VALVE Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
403162 S311B-External External S311B East Calder Health Centre S311B-External put out salt bins Equipment Fault/Property Repair Gardener Completed ############### ############### ############### ############### TRUE    03/11/2023 09:44:24 Gardener: All completed 03/11/2023 10:34:29 Gardener: All completed 03/11/2023 10:50:54 Gardener: All completed West Lothian Community
403121 S311B East Calder Health Centre S311B East Calder Health Centre INVESTIGATION OF RETURN TEMP AND WATER ISSUES Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
402819 S311B East Calder Health Centre S311B East Calder Health Centre FIT NEW FILTERS AND CHECK CISTERNS Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
398658 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER  FLORECENT LIGHTS IN COMMUNITY ROOM 2  ARE FLICKERING  -  NO ACCESS TODAY AS CLINICS ARE ON EXCEPT LUNCHTIME - ACCESS TOMORROW 18/10 AFTER 11AM Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
398584 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building   EAST CALDER HC CONDEMNED ITEM FRIDGE TO BE DISCONNECTED AND REMOVED. PHONE FIRST FOR ACCESS Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
398504 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - REPLACE FLUO TUBE IN RECEPTION AREA Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
398366 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER HC BAR HAS COME OFF WALL IN PATIENT TOILET. THIS IS NOW IN RECEPTION,JANES OFFICE. CAN THIS BE PUT BACK UP PLEASE Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
396570 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER  CEILING LIGHT NOT WORKING IN HEALTHCARE ASSISTANT ROOM Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
396546 1156 Grounds and Maintenance External Fabric External Fabric S311B East Calder Health Centre S311B-External External remove all litter form salt bin and fill with salt Equipment Fault/Property Repair Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
396062 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - STATIONERY CUPBOARD - WHOLE LOCK HAS COME AWAY Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
394370 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  REPLACE FLUO TUBE AT TOP OF THE STAIRS Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE  06/10/2023 13:06:58 Electrician: DRUSSELL  Complete West Lothian Community
393918 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER  LADIES TOILET ON GROUND FLOOR - FLRECENT LIGHT IS OUT Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE  03/10/2023 15:24:45 Electrician: DRUSSELL  Complete West Lothian Community
393823 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - INTRUDER ALARM IS NOT WORKING Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE  03/10/2023 12:47:34 TASK01: PROBERTS  Job complete West Lothian Community
393605 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER HEALTH CENTRE LIGHTS ARE ALL OUT BETWEEN TREATMENT ROOM 2 AND SPEECH AND LANGUAGE THERAPY Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE  02/10/2023 12:22:12 Electrician: PROBERTS  Job complete West Lothian Community
388265 S311B-External External S311B East Calder Health Centre S311B-External  Roof and gu er cleaning . this is a new card  130615 25/5/23 Equipment Fault/Property Repair Maintenance Assistant Open ############### ############### ############### TRUE West Lothian Community
387729 S311B East Calder Health Centre S311B East Calder Health Centre  EAST CALDER  -   DOOR 359-G-22 ROOM NEEDS LIGHT FITTING FIXED Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### FALSE   26/09/2023 13:32:53 TASK01: DRUSSELL  Needs new tridonic 58wa  twin 03/10/2023 13:14:15 TASK01: PROBERTS  Job complete West Lothian Community
386025 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - ROOM 4 - RELAMP CEILING LIGHT Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE  29/09/2023 09:41:52 Electrician: DRUSSELL  Complete West Lothian Community
385940 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER HEALTH CENTRE EXAMINATION LAMP NOT WORKING MAYBE LOOSE WIRE - SITTING ON DESK AT RECEPTION Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE  22/09/2023 13:05:24 Electrician: DRUSSELL  Complete West Lothian Community
385646 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER  STAFF TOILET ON 1ST FLOOR FLUSH NOT WORKING Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE STAFF HAVE MANAGED TO UNBLOCK West Lothian Community
385645 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  GP ROOM 7 - LIGHT NOT WORKING Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE  22/09/2023 08:40:23 Electrician: DRUSSELL  Complete West Lothian Community
385538 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER HEALTH CENTRE ROOM 2 DR MCLEOD HOT WATER TAP NOT WORKING - PREVIOUSLY HAD LEGIONAIRES DETECTED Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE  20/09/2023 14:22:48 Plumber: JDEANS  Completed West Lothian Community
385418 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  TURN HEATING ON THROUGHOUT -BALTIC Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE West Lothian Community
383276 S311B East Calder Health Centre S311B East Calder Health Centre FILL IN GROUND WORK AS INSTRUCTED Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE  03/10/2023 09:09:42 Plumber: MROBB  Refered to team leader  West Lothian Community
383157 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - 1ST FLOOR - STAFF ROOM - HOT TAP IS STIFF TO TURN OFF Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE  20/09/2023 12:53:31 Plumber: JDEANS  Completed West Lothian Community
383156 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - GROUND FLOOR - LADIES PATIENT TOILET - BOTH HOT AND COLD TAPS ARE STIFF TO TURN OFF Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE  20/09/2023 12:53:42 Plumber: JDEANS  Completed  West Lothian Community
383155 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - GROUND FLOOR - STAFF TOILET - HOT TAP IS STIFF TO TURN OFF Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE  20/09/2023 12:53:56 Plumber: JDEANS  Completed  West Lothian Community
374722 S311B East Calder Health Centre S311B East Calder Health Centre  East Calder  carry out repair to rear cat park  type one pot holes  to be refilled and compacted Equipment Fault/Property Repair Key Contractor Completed ############### ############### ############### ############### TRUE West Lothian Community
372327 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER  VERTICAL BLIND IN COMMUNITY ROOM 3 - CHAIN IS BROKE Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
372295 S311B East Calder Health Centre S311B East Calder Health Centre Strimm / weed  / edge  as needed Equipment Fault/Property Repair Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
370788 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - DOWNSTAIRS MALE TOILET - REPLACE FLUO TUBE Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
370680 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  LADIES PATIENT TOILET NOT FLUSHING Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
370415 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - FIRE DOOR LEADING TO PORTACABIN - PLEASE PROVIDE SIGN SAYING "FIRE DOOR KEEP CLOSED" Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE MINOR WORKS REQUIRED West Lothian Community
370134 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  PATIENT GENTS TOILET IS BLOCKED Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
368748 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  STAFF TOILET ON GROUND FLOOR IS NOT FLUSHING Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
368025 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building    EAST CALDER  -   DOOR 359-G-22    URGENT  ROOM NEEDS LIGHT FITTING FIXED   Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE old card, new card has been made West Lothian Community
361609 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building East Calder Community Room 3, Old Podiatry room - Install wall brackets & door plaques, Community Room 3, plaque bracket & door plaque: Practice Nurse; Old Podiatry room, plaque bracket & door plaque: Treatment Room 2 Minor Works Joiner Open ############### ############### ############### TRUE West Lothian Community
359032 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - TREATMENT ROOM - RELAMP DOUBLE FLUO TUBE - REQUEST ASAP AS IT IS QUITE DARK Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE  07/08/2023 15:28:52 Electrician: Needs new light fi ng or rewiring and tridonic replaced West Lothian Community
356880 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building MINOR WORKS EAST CALDER HC - GROUND FLOOR LADIES PATIENT TOILET @ RECEPTION - TO INSTALL 2X PERIOD POVERTY STORAGE BOXES ON RIGHT HAND SIDE WALL IN LADIES TOILET, BOX LOCATIONS MARKED WITH AN 'X' ON THE WALL. Minor Works Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
356688 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - PLEASE UPLIFT 1 X TOWER FAN FOR DISPOSAL FROM GP RECEPTION Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
356630 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER  CEILING LIGHT -  BULB OUT IN ROOM 7 Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
356497 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - SECURITY ALARM ISNT WORKING, NOTHING HAPPENS WHEN CODE IS PUT IN ETC Equipment Fault/Property Repair Key Contractor No Resources/Time ############### ############### ############### TRUE West Lothian Community
354862 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  REPLACE 2 CORRIDOR LIGHTS UPSTAIRS Equipment Fault/Property Repair Maintenance Assistant No Resources/Time ############### ############### ############### ############### TRUE West Lothian Community
354704 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - BOTH PUBLIC TOILET - SUPPORT FRAMES  FOR DISABLED PATIENTS ARE VERY TIGHT  - LARGER PATIENTS FINDING SUPPORT FRAMES DIFFICULT TO USE Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE PASSED TO RAE JARVIS West Lothian Community
354493 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - MAIN RECEPTION AREA - LEAK FROM ABOVE Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
345864 S311B East Calder Health Centre S311B East Calder Health Centre ISOLATE FIRE ALARM FOR CONTRACTOR WORKING ON ROOF AT EAST CALDER HC. Equipment Fault/Property Repair Electrical No Resources/Time ############### ############### ############### ############### FALSE  28/06/2023 13:07:58 TASK01: System isolated. Called ADT to revheck system off test. West Lothian Community
345774 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - REMOVE CORK NOLTICEBOARD FROM BACK WALL OF WAITING ROOM AND RELOCATE IN PRACTICE MANAGER OFFICE - LOCATION MARKED IN PENCIL TO THE RIGHT HAND SIDE OF WINDOW Minor Works Joiner Open ############### ############### ############### TRUE West Lothian Community
345655 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER PHYSIO ROOM  REPLACE FLUO TUBE Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
345638 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - NEW PORTACABIN NO 4 - WATER COMES THROUGH VENT EVERYTIME IT RAINS Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE  29/06/2023 09:27:46 Plumber: TCUNNINGHAM Roofing contractors were out yesterday to fix leaks  West Lothian Community
343747 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER  REPLACE FLORECENT TUBE IN UPSTAIRS STAFF TOILET Equipment Fault/Property Repair Electrical No Resources/Time ############### ############### ############### ############### TRUE West Lothian Community
339536 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  REPLACE FLUO TUBE IN THE PATIENTS TOILET Equipment Fault/Property Repair Maintenance Assistant No Resources/Time ############### ############### ############### ############### TRUE West Lothian Community
333044 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  PHYSIO ROOM  REPLACE FLUO TUBE Equipment Fault/Property Repair Maintenance Assistant No Resources/Time ############### ############### ############### ############### TRUE West Lothian Community
332648 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - CORRIDOR LEADING TO HEALTH VISITOR AT THE BACK - LEAKING RADIATOR Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE West Lothian Community
330934 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  CLINICAL SUPPORT WORKER OFFICE - RADIATOR IS ON FULL BLAST AND STAFF CANT TURN IT OFF - REQUEST TO CHECK REST OF RADIATORS IN BUILDING ON ATTENDANCE Equipment Fault/Property Repair Mechanical No Resources/Time ############### ############### ############### ############### TRUE    26/05/2023 11:58:59 Mechanical: Radiator turned off from lockshield valve .Office radiator leaking from drain valve.Requires  further maintenance due course West Lothian Community
330638 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER  GRAFITTI TO BE REMOVED/COVERED ON FIRE DOOR ON THE OUTSIDE  -  ROUND THE BACK OF THE BUILDING - SEE STAFF Equipment Fault/Property Repair Painter Work Suspended ############### ############### ############### TRUE West Lothian Community
328817 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building East Calder - One of our examination lamps is overheating and the GP now feels it is unsafe to use, can this pls be checked Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
324383 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - REMOVE SHELVING TO RIGHT HAND SIDE OF COMMUNITY DESK Minor Works Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
316927 S311B-External External S311B East Calder Health Centre S311B-External spray weeds Equipment Fault/Property Repair Gardener Completed ############### ############### ############### ############### TRUE  02/05/2023 10:31:48 Gardener: All completed West Lothian Community
316628 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  REINSTATE POWER TO NEW PORTA CABINS THAT WAS SWITCHED OFF DUE TO BAD WEATHER A FEW WEEKS AGO Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
314353 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  RADIATOR ON 1ST FLOOR IN COMM CORRIDOR DONT HAVE THERMOSTATS SO STAFF CANT TURN THEM DOWN AND THE AREA IS RAOSTING - REQUEST TO TURN THEM DOWN PLS Equipment Fault/Property Repair Mechanical No Resources/Time ############### ############### ############### ############### TRUE West Lothian Community
314187 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  - DR MACKIES ROOM 2 - BED EXAMINATION LIGHT IS NOT WORKING Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
312755 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - FIRE CALL Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
312512 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  REPLACE FLUO TUBE IN TREATMENT ROOM 2 Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
312150 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - SHUTTERS IN COMMUNITY PORTACABIN - SHUTTERS 1 & 3 WILL GO DOWN BUT WONT COME BACK UP (SHUTTER WAS PREV REPORTED JOB REF 310446) Equipment Fault/Property Repair Electrical No Resources/Time ############### ############### ############### ############### TRUE MANAGER R.J GOING TO CONTACT CONTRATORS GRANGE DOORS TO LOOK AT SHUTTERS West Lothian Community
310446 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - PORTACABIN NO 1 - WINDOW SHUTTER IS STUCK SHUT Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE  14/04/2023 08:00:21 Electrician: AGRANT  I was pulled into the hospital all week and it was only Gary and me in. old card West Lothian Community
304271 S311B East Calder Health Centre S311B East Calder Health Centre CHANGE DOUBLE SURFACE SOCKET TO SURFACE FUSED SPUR FOR DRUG FRIDGE THAT HAS BEEN MOVED, SEE CNAPIER FOR FURTHER DETAILS. Equipment Fault/Property Repair Electrical No Resources/Time ############### ############### ############### ############### FALSE  14/04/2023 07:52:15 TASK01: AGRANT  Never got this done West Lothian Community
304266 S311B East Calder Health Centre S311B East Calder Health Centre East Calder  Put the door back in the room where the fridge was taking away Equipment Fault/Property Repair Joiner No Resources/Time ############### ############### ############### ############### FALSE West Lothian Community
304198 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - GROUND FLOOR CUPBOARD  - PLEASE MOVE FRIDGE FROM CUPBOARD  TO HEALTH EDUCATION ROOM - SEE STAFF FRO LOCATIONS Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
304188 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - DISCONNECT FRIDGE IN CUPBOARD G32 & REINSTATE Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
303785 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - STATIONERY CUPBOARD -LOCK HAS BEEN SHEARED OFF - WENDY HAS THE LOCK AND KEY Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
303623 S311B East Calder Health Centre S311B East Calder Health Centre CALLOUT -  GRIT EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
303554 S311B East Calder Health Centre S311B East Calder Health Centre CALLOUT - GRIT  EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
301964 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - VACCINE FRIDGE  IS FAULTY  - SEEMS TO HAVE FUSED - CAN BE FOUND IN LOCKED CUPBOARD Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
301579 S311B East Calder Health Centre S311B East Calder Health Centre CALLOUT - GRIT EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
301551 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - PRACTICE NURSE TREATMENT ROOM  - NO POWER IN ROOM - AND SOCKETS ARE WOBBLY Equipment Fault/Property Repair Electrical No Resources/Time ############### ############### ############### ############### TRUE West Lothian Community
301513 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - RADIATOR THERMOSTAT FOR WAITING ROOM RADIATOR (BESIDE WINNIE THE POOH) IS JUST SPINNING ROUND WONT ADJUST TEMP. Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE West Lothian Community
301347 S311B East Calder Health Centre S311B East Calder Health Centre CALLOUT - GRIT EAST CALDER On Call Overtime Gardener No Resources/Time ############### ############### ############### ############### TRUE West Lothian Community
299938 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  CRACKS IN LINO BEHIND RECEPTION BETWEEN ROOMS 3 & 4 Equipment Fault/Property Repair Key Contractor No Resources/Time ############### ############### ############### TRUE West Lothian Community
299266 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building    EAST CALDER MEDICAL PRACTICE   CONTRACTOR IN ATTENDANCE AT THE MOMENT FOR ROOF -  WOODEN PANEL ON CEILING WILL BE REMOVED BY CONTRACTOR, HOWEVER THESE NEED PUT BACK UP BY ESTATES JOINER   Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
299159 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  ROOF LEAK Equipment Fault/Property Repair Joiner No Resources/Time ############### ############### ############### ############### TRUE West Lothian Community
299128 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT, GRIT    EAST CALDER On Call Overtime Gardener No Resources/Time ############### ############### ############### ############### TRUE West Lothian Community
299056 S311B East Calder Health Centre S311B East Calder Health Centre CALLOUT - GRIT EAST CALDER On Call Overtime Gardener No Resources/Time ############### ############### ############### ############### TRUE West Lothian Community
297654 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - TREATMENT ROOM LIGHT REQUIRES NEW TRIDONIC Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE  14/04/2023 07:49:56 Electrician: AGRANT  Never got a chance to do it West Lothian Community
297617 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER TREATMENT ROOM  REPLACE LIGHT Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE  16/03/2023 12:41:07 Electrician: Electrician required needs a 58 wa  twin tridonic West Lothian Community
297206 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - NURSES TREATMENT ROOM - RELAMP FLUO TUBE Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
296669 S311B-External External S311B East Calder Health Centre S311B-External Equipment Fault/Property Repair Equipment Fault/Property Repair Gardener Completed ############### ############### ############### ############### TRUE    06/03/2023 13:38:47 Gardener: All completed 06/03/2023 13:39:05 Gardener: Completed 06/03/2023 13:39:36 Gardener: Completed West Lothian Community
290971 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
290927 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GRIT - EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
286959 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - PORTACABIN 1 - BULBS DIMMER LIGHT NEEDS PUT IN AS LIGHT IS TOO BRIGHT JUST NOW Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE  22/02/2023 15:52:09 Electrician: Nothing wrong, made Michael Mistaglio aware and also staff in the health centre. West Lothian Community
286462 S311B East Calder Health Centre S311B East Calder Health Centre CALLOUT - GRIT / EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
286409 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER PLEASE CHECK TEMPERATURE OF BOILER, REPORTED TOO HOT !! Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE West Lothian Community
286313 S311B East Calder Health Centre S311B East Calder Health Centre CALLOUT - GRIT / EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
283938 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - METAL STATIONERY CABINET - ROD THAT LOCK IS ATTACHED TO HAS COME OUT OF IT'S FIXING  AND CABINET CANNOT BE MADE SECURE Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
277217 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - TREATMNET ROOM 1 - TAP IS LEAKING Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
276927 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - GRIT / EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
276794 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
276568 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - PRACTICE MANAGERS OFFICE - RADIATOR IS LEAKING Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE West Lothian Community
275089 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - PHYSIO ROOM - DOOR UNDER SINK HAS CAME OFF TEH HINGES Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
274659 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building CALLOUT - EAST CALDER -  CONFIRM FIRE ALARM RESET. On Call Overtime Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
274658 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building CALLOUT - EAST CALDER - AWAIT ACCESS FOR  FIRECALL On Call Overtime Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
274654 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - ROOM 1 & 4 - 2 BROKEN GP WINDOW - PREVIOUSLY REPORT PUT IN PLASTIC FILM OVER IT  AND THAT IS ONLY ONE PANE OF GLASS IN WINDOW SO THE WINDOW NEEDS REPAIRED Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
274603 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - GRIT/CLEAR SNOW      EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
274366 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
272893 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  PODIATORY ROOM - SINK IS BLOCKED Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
272688 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building   EAST CALDER - COMMUNITY DESK    2 X RADATORS IN STAFF ROOM ON 1ST FLOOR NOT WORKING Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE West Lothian Community
272687 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER - COMMUNITY DESK  RADIATOR LEAKING IN PRACTICE MANAGERS OFFICE. Equipment Fault/Property Repair Mechanical Waiting For Weather ############### ############### ############### TRUE  02/02/2023 08:56:20 Mechanical: GLAWSON  Hea ng system has to be shut down and de-pressurised to carry out repair. Staff advised and small leak being managed un l a window of good weather. West Lothian Community
272287 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - GRIT / EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
272209 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - DELIVERY TROLLY ACCIDENTALLY RAMMED INTO RADIATOR AND THERMOSTAT NOW BROKEN - RADIATOR OPPOSITE SPEECH AND LANGUAGE THERAPY. Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE  18/01/2023 14:09:30 Mechanical: AKERR Part on order West Lothian Community
272121 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT -  GRIT/CLEAR SNOW      EAST CALDER  On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
271959 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER  5 FOOT TWIN LIGHT NEEDS REPLACED IN STAFF ROOM Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
271857 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER  2 X FLICKERING LIGHTS - RIGHT HAND SIDE LADIES TOILET 1ST FLOOR AND STAFF ROOM Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
271814 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  PODIATORY ROOM HAS NO POWER - ONLY THE LIGHTS ARE ON - REQUEST ASAP AS NEED THE USE OF THIS ROOM Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
270356 S311B East Calder Health Centre S311B East Calder Health Centre fill salt bin Equipment Fault/Property Repair Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
270065 S311B-External External S311B East Calder Health Centre S311B-External   EAST CALDER HEALTH CENTRE   LIGHT OUT IN CAR PARK -  AT THE LEFT OF THE BUILDING Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE   06/02/2023 15:27:44 Electrician: AGRANT A er tracing the cables and checking the fuses inside the lamp posts back to the DB I found a piece of tape which said that there was 2 lamp posts disconnected. Michael Mistaglio is looking into why these were disconnected and if they can be reconnected. West Lothian Community
269854 S311B-External External S311B East Calder Health Centre S311B-External callout - grit / east calder On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
269799 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT   GRIT/CLEAR SNOW     EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
269763 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  PRACTICE MANAGER RADIATOR IS LEAKING Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE West Lothian Community
267723 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building    EAST CALDER COMMUNITY    PORTACABIN WIRING HAS BEEN CHEWED BY MICE.  Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE REPORTED TO PEST CONTROL BY DAWN GREIG  -  NFA REQUIRED West Lothian Community
267618 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building FILL SAND AND PAINT 2 PATCHES ON CEILING AFTER JOINER IN DOCTORS CORRIDOR .. SEE SCOTT IF REQUIRED. Equipment Fault/Property Repair Painter No Resources/Time ############### ############### ############### TRUE West Lothian Community
267361 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HEALTH CENTRE - STORE CUPBOARD NEXT TO SPEECH AND LANGUAGE THERAPY - FRIDGE IS CONSTANTLY BEEPING AND NOT WORKING CORRECTLY Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
267353 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  REPLACE CORRIDOR LIGHT IN THE DOCTORS CORRIDOR Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
261287 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HEALTH CENTRE - PANIC ALARM IS CONSTANTLY GOING OFF AND SHOWING ON PANEL AS A FAULT Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
259726 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER  FIRE ALARM BEEPING SO DONE FIRE ALARM TEST -  FAULT IN FIRE ALARM - STATES SMOKE IN WAITING AREA  -  ZONE 42 Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE  23/12/2022 13:14:11 Electrician: Contractor required West Lothian Community
259720 S311B East Calder Health Centre S311B East Calder Health Centre repair leak at rear of building.possible downpipe choked Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
259719 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HEALTH CENTRE - ROOM 4 - WINDOW IS BROKEN (DR DUNLOP ROOM) Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
259400 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - ROOM 10 - RELAMP FLICKERING LIGHT Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
259398 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  REPLACE FLUO TUBE IN UPSTAIRS TOILET Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
259280 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - EAST CALDER - GRIT / CLEAR SNOW On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
259004 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
257037 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT   GRIT/CLEAR SNOW   EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
257014 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - EAST CALDER HC - GRIT / CLEAR SNOW On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
256790 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HC - INTRUDER ALARM Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
256607 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  INTRUDER ALARM HAS JUST GONE OFF ON OWN ACCORD - SAID CSW ROOM ON THE PANEL BUT COULDNT HEAR ANYTHING ON THE UPPER FLOOR Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
256605 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER MEDICAL PRACTICE - GROUND FLOOR -  HEALTH VISITORS  DRUGS FRIDGE TO BE LOOK AT AS TOO COLD  Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
255020 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building 2 front external doors require weather seals fitted top and bottom of doors - either to the frame or door. Gaps can be seen top and bottom and allowing rain into foyer area. Equipment Fault/Property Repair Joiner Job Accepted by Engineer ############### ############### ############### TRUE West Lothian Community
255018 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building 2 large square holes in corridor ceiling to be re-patched or access hatch fitted. (Or one of each) Speak to MM if necessary). Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
254745 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building East Calder  flush outlet as instructed daily until further notice Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
254308 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - EAST CALDER - GRIT / CLEAR SNOW On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
254162 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  SMALL RADIATOR IN JAYNES ROOM KEEPS SWITCHING ITSELF OFF EARLY EACH MORNING Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE West Lothian Community
254125 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GRIT/CLEAR SNOW   EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
248792 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - EAST CALDER - GRIT On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
248715 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  REPAIR LIGHT IN DR WILDS ROOM PLUS 2 IN THE WAITING ROOM - M/A ATTENDED - ELECTRICAN REQUIRED Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE  02/12/2022 15:37:07 Electrician: AGRANT 2 lights on order West Lothian Community
248654 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HEATH CENTRE - DOCTORS WAITING AREA - 2 LIGHTS OUT EITHER SIDE Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE   02/12/2022 09:36:40 Electrician: All lights need tridonic Electrician required West Lothian Community
248567 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
246447 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - EAST CALDER - GRIT On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
246315 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT GRIT/CLEAR SNOW   EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
245946 S311B East Calder Health Centre S311B East Calder Health Centre fit filter and disenfect tap in dr mcleods room Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
245936 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - ROOM 2 - EXAMINATION LIGHT ISNT WORKING - NEEDS SORTED ASAP FOR EXAMINATIONS Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
245772 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - WEE RADIATOR IN JAYNES ROOM (ADMIN ROOM) NOT WORKING, AND WATER IS LEAKING OUT Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE West Lothian Community
244237 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  PANIC ALARM IS NOT WORKING IN THE CINICAL SUPPORT ROOM Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
244107 0005011880 Pressurisation Unit Hot And Cold Water Systems Pressurisation Systems S311B East Calder Health Centre S311B-Main Building S311B-359/G/28 Ground Floor                                                  PLEASE INVESTIGATE LEAK FROM BOILER PIPEWORK Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE West Lothian Community
243839 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building   EAST CALDER     CONSULTANT ROOM 3 (DR MACKIE)  - WINDOW AND CEILING LEAKING   Equipment Fault/Property Repair Plumber No Resources/Time ############### ############### ############### TRUE West Lothian Community
241849 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - ROOM 1 - INNER WINDOW PANE IS BROKEN - PLEASE MAKE SAFE AND ARRANGE FOR REPLACEMENT GLASS Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community



241370 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - GARDNERS --GRIT/CLEAR SNOW  -  EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
241266 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT/CLEAR SNOW On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
241089 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building     EAST CALDER MEDICAL GROUP    MALE TOILETS (DOWNSTAIRS)     CORD FOR LIGHT HAS COME OFF Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
241088 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building     EAST CALDER MEDICAL GROUP    MALE TOILETS (DOWNSTAIRS)   TOILET SEAT NEEDS FIXED  Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
229404 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  LIGHT OUT ON THE UPSTAIRS TO THE REST ROOM - REALLY DARK Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
227206 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - FIRE CALL Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
226923 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - 2X RADIATORS LEAKING - 1 ACROSS FROM THE SPEECH AND LANGUAGE THERAPY ROOM AND THE OTHER ACROSS FROM THE STAFF ROOM. Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE West Lothian Community
222893 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER - BACK RECEPTION -  FLUORESCENT LIGHT WAS CHANGED THE START OF THIS WEEK, HOWEVER OUT AGAIN  Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
222570 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  BULBS ARE OUT IN FLUO LAMPS AT BACK OF RECEPTION Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
222394 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building    MINOR WORKS - LINLITHGOW HEALTH CENTRE   NEW MASTER KEY TO BE CUT  MASTER KEY MISSING Minor Works Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
222375 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building PLEASE REPLACE PULL CORD AS REQUESTED BY D RUSSLE Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
209206 S311B East Calder Health Centre S311B East Calder Health Centre TAKE DOWN BULGING PLASTERBOARD ON CELING FOR SAFETY IN CORRIDOR Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
209204 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  MALE PUBLIC TOILET - TOILET SEAT BROKEN Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
209203 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  MALE PUBLIC TOILET -  PULL LIGHT CORD FOR THE LIGHT HAS BEEN PULLED OFF SO LIGHT STAYS ON ALL THE TIME Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE  04/10/2022 12:12:15 Electrician: Electrician required needs new pull switch West Lothian Community
208353 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - radiators have been turned on but no heat coming out, tried to bleed one of the radiators but no luck – only 1 or 2 working and the place is freezing. Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE West Lothian Community
206235 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  -  RADIATORS TO BE TURNED ON, Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE West Lothian Community
204106 S311B East Calder Health Centre S311B East Calder Health Centre CALLOUT  EAST CALDER  LEAK On Call Overtime Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
202453 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HEALTH CENTRE - ROOF - URGENT - THERE IS A LOT OF WATER ON THE ROOF OF THE BUILDING AND THERE IS WATER COMING VARIOUS LOCATION  Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
201683 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - TANK CLEAN Overtime Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
188832 S311B-External External S311B East Calder Health Centre S311B-External fill in pot holes in car park and main road Equipment Fault/Property Repair Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
188190 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HEALTH CENTRE - COMMUNITY DESK - CARPET AT THE COMMUNITY DESK HAS TORN Equipment Fault/Property Repair Key Contractor No Resources/Time ############### ############### ############### TRUE West Lothian Community
188096 S311B East Calder Health Centre S311B East Calder Health Centre  Wall repair . Asset Code Entered: S311B Damage By Vandals Maintenance Assistant To Be Actioned ############### ############### ############### FALSE West Lothian Community
188095 S311B East Calder Health Centre S311B East Calder Health Centre  Potholes in desperate need to be done, .  Asset Code Entered: S311B Compliance Repair Gardener Completed ############### ############### ############### ############### FALSE West Lothian Community
184492 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HEALTH CENTRE - LOTS OF WIRES UNDER THE RECEPTION DESK THAT IS NOT SAFE AND LOOKING TO FOR THE WIRE TO BE BUILT INTO DESK Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE MINOR WORKS REQUIRED West Lothian Community
184015 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HEALTH CENTRE - UPSTAIRS LADIES TOILET - TOLILET NEAREST WINDOW - BROKEN SEAT AND CAME OFF THE TOILET Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
183703 S311B East Calder Health Centre S311B East Calder Health Centre REPLACE 2 TUBES IN THE PLANT ROOM Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### FALSE West Lothian Community
182109 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  REPLACE FLUO TUBE IN UPSTAIRS TOILET Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
181885 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building STAFF KITCHEN DOOR, NO HINGE -  BANGING ALL THE TIME -  MICHAEL MASTAGLIO HAS ADVISED THAT IT NEEDS TO BE INSPECTED ( new door closer req) Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
164381 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  REPLACE FLUO TUBE IN THE DOCTORS CORRIDOR Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
164063 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - VENTILATION SYSTEM IS NOT WORKING Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE   12/10/2022 20:35:41 Mechanical: Explained to staff why the ven la on system is turned off in the summer.There is no chiller fi ed so therefore if the temperature outside I'm very high then the fan will supply the outside temperature with the hea ng valve in the 0% open posi on. West Lothian Community
162183 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - DOCTOR ROOM 3- LIGHT IS FAULTY Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
162030 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER MEDICAL CENTRE -     BATTERIES TO BE COLLECTED FROM RECEPTION AREA Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
144507 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  REPLACE X2 FLUO TUBES IN THE CORRIDOR Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
144100 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER COMMUNITY HEALTH.  RADIATOR IN THE WAITING ROOM IS BURNING HOT - TOO HOT TO TOUCH AND STAFF CANT TURN IT DOWN Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE West Lothian Community
144099 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER COMMUNITY HEALTH  HOT TAP DRIPPING IN THE STAFF BATHROOM DOWNSTAIRS Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
142137 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  TURN HEATING OFF THROUGHOUT Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE West Lothian Community
132665 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  REPLACE FLUO TUBE IN THE UPSTAIRS STAFF TOILET Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
130618 S311B East Calder Health Centre S311B East Calder Health Centre  Portakabin repair needs sor ng . Asset Code Entered: S311B Equipment Fault/Property Repair Joiner No Resources/Time ############### ############### ############### ############### FALSE West Lothian Community
130617 S311B East Calder Health Centre S311B East Calder Health Centre  Drain repair .  Asset Code Entered: S311B Grounds & Gardens Key Contractor To Be Actioned ############### ############### ############### FALSE West Lothian Community
130616 S311B East Calder Health Centre S311B East Calder Health Centre  Drain cleaning .  Asset Code Entered: S311B Grounds & Gardens Key Contractor To Be Actioned ############### ############### ############### FALSE West Lothian Community
130613 S311B East Calder Health Centre S311B East Calder Health Centre  Site cleaning .  Asset Code Entered: S311B Grounds & Gardens Key Contractor To Be Actioned ############### ############### ############### FALSE West Lothian Community
130612 S311B East Calder Health Centre S311B East Calder Health Centre  Slabs replacing/ repair .  Asset Code Entered: S311B Grounds & Gardens Key Contractor To Be Actioned ############### ############### ############### FALSE West Lothian Community
130611 S311B East Calder Health Centre S311B East Calder Health Centre  Car park potholes .  Asset Code Entered: S311B Grounds & Gardens Key Contractor Completed ############### ############### ############### ############### FALSE West Lothian Community
130610 S311B East Calder Health Centre S311B East Calder Health Centre  Potholes on path .  Asset Code Entered: S311B Compliance Repair Key Contractor No Resources/Time ############### ############### ############### FALSE West Lothian Community
130609 S311B East Calder Health Centre S311B East Calder Health Centre  Trees needs sor ng/ cu ng down .  Asset Code Entered: S311B Minor Works Gardener Completed ############### ############### ############### ############### FALSE West Lothian Community
130608 S311B East Calder Health Centre S311B East Calder Health Centre  Kerbs repair .  Asset Code Entered: S311B Compliance Repair Key Contractor No Resources/Time ############### ############### ############### FALSE West Lothian Community
128883 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  REPLACE LIGHT IN TREATMENT ROOM 2 Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
128787 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  CONSULTING ROOM 1 IN THE COMMUNITY SECTION - REPAIR BROKEN EXTERNAL SHUTTER - A THIRD DOWN Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE  24/06/2022 13:06:59 Electrician: Power going to shu ers, contractors called as its a mechanical issue. West Lothian Community
128472 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - DOWN STAIRS STAFF TOILET - FLUSH HANDLE FAULTY  AND FAULTS INSIDE CISTERN Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
126831 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  REPAIR BROKEN EXTRENAL WINDOW PANE IN ROOM 1 - DR ROOM Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE  12/05/2022 13:23:20 Joiner: Boarded up and Reported to team leader for glassman to repair West Lothian Community
126621 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  REPLACE FLICKERING FLUO TUBE IN THE STAFFROOM Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
110986 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - GP ROOM 3 - DR FORDHAM - EXAMINATION LIGHT IS NOT WORKING Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
109936 S311B East Calder Health Centre S311B East Calder Health Centre  EAST CALDER HC - PHYSIO ROOM - TAP IS DRIPPING AGAIN Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
109897 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - ROOM 8 - DR WILD -TAP IS CONSTANTLY DRIPPING- ROOM WILL BE AVAILABLE AFTER 1.00PM TODAY Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
109895 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  TREATMENT ROOM 2  REPLACE FLUO TUBE Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
109195 1152 External Fabric of the Building including Roofs External Fabric External Fabric S311B East Calder Health Centre S311B-Main Building External repair / place main entrance sign Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE  26/10/2022 08:29:42 Plumber: Was off West Lothian Community
109192 1152 External Fabric of the Building including Roofs External Fabric External Fabric S311B East Calder Health Centre S311B-Main Building External repair/repaint  soffit  Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE  26/10/2022 12:33:16 Plumber: Was off West Lothian Community
109189 1156 Grounds and Maintenance External Fabric External Fabric S311B East Calder Health Centre S311B-External External remove small tree growing in gated area at rear Equipment Fault/Property Repair Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
109188 1152 External Fabric of the Building including Roofs External Fabric External Fabric S311B East Calder Health Centre S311B-Main Building External check all down pipe and replace any parts needed and refit as needed Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE  26/10/2022 08:27:11 Plumber: Was off West Lothian Community
109174 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT  On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
109142 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT  On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
109103 1152 External Fabric of the Building including Roofs External Fabric External Fabric S311B East Calder Health Centre S311B-Main Building External carry out pointing work on building walls Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE  26/10/2022 08:31:59 Plumber: Was off West Lothian Community
109102 1156 Grounds and Maintenance External Fabric External Fabric S311B East Calder Health Centre S311B-External External fill in pots hole with tar and type  1  as needed Equipment Fault/Property Repair Key Contractor No Resources/Time ############### ############### ############### ############### TRUE West Lothian Community
101873 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - GENTS PATIENT TOILET - RELAMP FLICKERING LIGHT Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
101800 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building clean out roof gutters and roof drain points Equipment Fault/Property Repair Maintenance Assistant No Resources/Time ############### ############### ############### ############### TRUE West Lothian Community
101799 1156 Grounds and Maintenance External Fabric External Fabric S311B East Calder Health Centre S311B-External External clean out road gullies Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
101310 S311B East Calder Health Centre S311B East Calder Health Centre Road in various ruts. Various kerbs damaged. Roof and gu ers need cleaned out. Facia boards round whole building req dy up. Various poin ng req. Soffit req a en on ro en. General dy up of building req ie paint flaking off etc. Mirror at porta cabin broken. Down pipes loose. Slabs req dy up all round building. Maim sign damaged. Gulleys req clean out. Various pot holes along path. Front porch req dy up..  Grounds & Gardens Gardener Completed ############### ############### ############### ############### FALSE West Lothian Community
100089 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building CALLOUT.   EAST CALDER FIRE CALL On Call Overtime Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community

99124 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - UPSTAIRS - SEVERAL LIGHS ARE OUT IN 3 X AREAS - ESPECIALLY LADIES TOILET AND THERE IS NO WINDOW IN ROOM AND IS VERY DARK Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
98648 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
98646 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
97458 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER HC.   REPLACE TOILET LIGHT NEXT TO STAFF ROOM Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
97215 S311B East Calder Health Centre S311B East Calder Health Centre CALLOUT   GARDENERS GRIT   EAST CALDER HC On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
97175 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT  On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
97114 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT  On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
97064 S311B-External External S311B East Calder Health Centre S311B-External fill salt bins Equipment Fault/Property Repair Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
91360 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - COMMUNITY HEALTH - DSR - RADIATOR IS LEAKING Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE West Lothian Community
91330 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT.  GRIT/CLEAR SNOW EAST CALDER HC On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
91280 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT  On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
90345 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - CLINICAL WASTE CUPBOARD - PLEASE DISABLE OLD LOCK AND REPLACE WITH BOLT AND PADLOCK UNTIL PARTS ARRIVE FOR NEW LOCK AS CURRENTLY WASTE CANNOT BE REMOVED Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE  02/03/2022 13:25:10 Joiner: Job completed West Lothian Community
90344 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - PHLEBOTOMY ROOM - HOT TAP CANNOT BE TURNED OFF AND IS ON FULL GUSH Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
89912 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER HC.    OUTSIDE  BACK FIRE EXIT.   ELECTRICTY CUPBOARD DOOR NOT CLOSING AND WIRES HANGING OUT.   IF UNABLE TO SORT ADVISE COMMUNITY RECEPTION TO CALL ELECTRICTY BOARD AS DISCUSSED WITH RAE JARVIS Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
89817 S311B-External External S311B East Calder Health Centre S311B-External fill salt bins Equipment Fault/Property Repair Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
89711 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
89660 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
88757 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HC.   PORTACABIN AT BACK LEAKING Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE   03/03/2022 08:07:31 Plumber: TCUNNINGHAM  Wai ng on parts03/03/2022 08:27:17 Plumber: TCUNNINGHAM  Wai ng on parts West Lothian Community
88756 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HC.  CLINICAL WASTE CUPBOARD KEY NOT OPENING DOOR Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE  04/04/2022 11:50:44 Joiner: Job completed West Lothian Community
88711 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  1ST ALARM SYSTEM WENT DOWN AT 06.54AM - 2ND STILL WORKIGN FOR NOW Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
88656 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - GRIT / CLEAR SNOW EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
88268 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENER  EAST CALDER  GRIT/CLEAR SNOW  On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
87270 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
86857 S311B-External External S311B East Calder Health Centre S311B-External fill salt bins Equipment Fault/Property Repair Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
86730 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT  On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
78852 126434 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/G/19 0  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126434 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78850 126434 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/G/19 0  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126434 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78848 126437 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/G/25 0  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126437 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78847 126436 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/G/22 0  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126436 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78845 126435 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/G/20 0  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126435 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78842 126434 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/G/19 0  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126434 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78841 126432 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/G/17 0  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126432 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78829 126431 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/G/16 0  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126431 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78822 126430 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/G/15 0  No window restrictor fi ed window opens beyond 100mm .  Asset Code Entered: 126430 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78819 126429 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/G/14 0  No window restrictor fi ed window opens beyond 100mm .  Asset Code Entered: 126429 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78818 126428 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/G/12 0  No window restrictor fi ed window opens beyond 100mm .  Asset Code Entered: 126428 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78814 126427 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/G/10 0  No window restrictor fi ed window opens beyond 100mm .  Asset Code Entered: 126427 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78812 126426 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/G/09 0  No window restrictor fi ed window opens beyond 100mm .  Asset Code Entered: 126426 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78808 126425 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/G/07 0  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126425 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78793 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT  On Call Overtime Gardener No Resources/Time ############### ############### ############### ############### TRUE West Lothian Community
78787 126424 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/G/06 0  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126424 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78769 126423 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/G/05 0  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126423 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78764 126387 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building 1  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126387 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78760 126385 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building 1  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126385 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78755 126383 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/1/12 1  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126383 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78750 126382 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/1/12 1  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126382 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78743 126381 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/1/12 1  No window restrictor fi ed window opens beyond 100mm also broken blind . Asset Code Entered: 126381 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78738 126380 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/1/12 1  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126380 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78732 126364 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building 0  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126364 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78730 126369 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/1/07 1  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126369 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78727 126379 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/1/12 1  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126379 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78724 126378 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/1/12 1  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126378 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78723 126372 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/1/03 1  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126372 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78721 126384 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/1/12 1  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126384 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78714 126377 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/1/13 1  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126377 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78713 126376 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/1/13 1  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126376 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78634 126375 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/1/15 1  No window restrictor fi ed window opens beyond 100mm nhs policy .. Asset Code Entered: 126375 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78628 126374 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/1/15 1  No window restrictor fi ed window opens beyond 100mm nhs policy .. Asset Code Entered: 126374 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78625 126373 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/1/17 1  No window restrictor fi ed window opens beyond 100mm nhs policy .. Asset Code Entered: 126373 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78624 126375 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/1/15 1  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126375 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78615 126363 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building 0  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126363 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78611 126362 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/G/55 0  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126362 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78610 126361 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/G/56 0  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126361 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78609 126360 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/G/57 0  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126360 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78605 126389 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building 1  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126389 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78603 126388 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building 1  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126388 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78601 126371 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/1/03 1  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126371 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78577 126370 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/1/06 1  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126370 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78568 126368 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/G/36 0  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126368 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78564 126365 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/G/48 0  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126365 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78562 126366 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/G/45 0  No window restrictor fi ed window opens beyond 100mm . Asset Code Entered: 126366 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78560 126367 Window (Tilt) Internal Fabric Windows S311B East Calder Health Centre S311B-Main Building S311B-359/G/44 0  Chiropody room, no  window restrictor fi ed ,window opens beyond 100mm . Asset Code Entered: 126367 Compliance Repair Joiner No Resources/Time ############### ############### ############### FALSE West Lothian Community
78522 S311B East Calder Health Centre S311B East Calder Health Centre CALLOUT  EAST CALDER  FIRE CALL On Call Overtime Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
78465 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT  On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
77414 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER   UPLIFT REDUNDANT RANGER SCRUBBER FOR DISPOSAL LOCATED AT THE BACK DOOR LABELLED FOR UPLIFT Equipment Fault/Property Repair Maintenance Assistant No Resources/Time ############### ############### ############### ############### TRUE West Lothian Community
77143 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HC - PHYSIO ROOM - TAP IS DRIPPING Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
77141 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - GRIT / CLEAR SNOW EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
76914 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT  On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
75783 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  REPLACE FLUO TUBE IN TREATMENT ROOM 1 Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
75520 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - GRIT / CLEAR SNOW EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
75402 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT  On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
74541 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HC - REPLACE FLUO TUBE IN UPSTAIRS CORRIDOR. Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
74529 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  MISSING SLAT IN VERTICLE BLINDS IN PORTA CABIN 3 Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
74415 S311B-External External S311B East Calder Health Centre S311B-External CALLOUTS - GRIT / CLEAR SNOW EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
73434 S311B East Calder Health Centre S311B East Calder Health Centre Fill salt bin Equipment Fault/Property Repair Gardener No Resources/Time ############### ############### ############### ############### TRUE West Lothian Community
73372 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT  On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
72458 S311B-External External S311B East Calder Health Centre S311B-External fill salt bin Equipment Fault/Property Repair Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
66774 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - PHYSIO ROOM - TAP IS CONSTANTLY DRIPPING Equipment Fault/Property Repair Plumber No Resources/Time ############### ############### ############### ############### TRUE West Lothian Community
66486 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - GRIT / CLEAR SNOW EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
66414 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT  On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
65643 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  REPLACE FLICKERING FLUO TUBE IN THE WAITING AREA Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
65571 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building Roof leaking in 4 places plumber has attended but roofing contractor req Equipment Fault/Property Repair Key Contractor No Resources/Time ############### ############### ############### ############### TRUE West Lothian Community
65562 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - WAITING ROOM CEILING -LEAK FROM ABOVE Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
65554 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER -  DUTY DOCTOR ROOM 3 - CHECK LIGHT FITTING ATER LEAK FROM ABOVE THROUGH LIGHT FITTING Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE  25/01/2022 14:29:04 Electrician: Ceiling leaking from roof above light fi ng, contractor required West Lothian Community
65553 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER -  DUTY DOCTOR ROOM 3 - LEAK FROM ABOVE THROUGH LIGHT FITTING Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE  23/12/2021 15:40:35 Plumber: Contractors required roofers West Lothian Community
65101 S311B East Calder Health Centre S311B East Calder Health Centre  REPAIR EM FOLLOWING BELLOW LIST 1,4,5,6,7,8,9,11,13,14,15,16 Compliance Repair Electrical No Resources/Time ############### ############### ############### FALSE West Lothian Community
65079 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - RECEPTION PATIENTS TOILET GENTS IS BLOCKED Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
63895 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - GRIT / CLEAR SNOW EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
63619 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT GARDENERS  EAST CALDER  GRIT / CLEAR SNOW  On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
62719 S311B East Calder Health Centre S311B East Calder Health Centre CALLOUT - GRIT / CLEAR SNOW EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
62464 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER H C  STAFF ROOM REPLACE FLUORESCENT TUBE Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE  09/12/2021 13:29:09 Electrician: Also repaired 3 more lights West Lothian Community
62380 1156 Grounds and Maintenance External Fabric External Fabric S311B East Calder Health Centre S311B-External External top up salt bin Equipment Fault/Property Repair Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
62092 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT / CLEAR SNOW On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
62069 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - DR FORDHAM ROOM GP 3 -  CHECK LIGHT FITTING AFTER LEAK FROM ABOVE Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
62068 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - DR FORDHAM ROOM GP 3- LEAK FROM ABOVE THROUGH FITTING Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
57259 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - PRACTICE MANAGERS OFFICE -  AIR CON VENTS ARE VERY DIRTY - NEED CLEANED  AND MAINTAINED - APPARENTLY CAUSING RESPIRATORY PROBLMES FOR MANAGER Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
57110 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - GRIT EAST CALDER On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
57094 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER - STAFF GENTS TOILET - HOT WATER TAP IS DRIPPING Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
56969 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT / CLEAR SNOW On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
56841 1156 Grounds and Maintenance External Fabric External Fabric S311B East Calder Health Centre S311B-External External fill salt bins Equipment Fault/Property Repair Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
56740 S311B-External External S311B East Calder Health Centre S311B-External GARDENERS CALLOUT  EAST CALDER  GRIT / CLEAR SNOW On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
56120 S311B East Calder Health Centre S311B East Calder Health Centre  REPAIR EM FOLLOWING THE BELLOW LIST 2,4,5,6,7,8,9,11,12,13,14,15,16 Compliance Repair Electrical No Resources/Time ############### ############### ############### FALSE West Lothian Community
55745 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT.  EAST CALDER HC.  GRIT/CLEAR SNOW On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
55744 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT.  EAST CALDER HC.  GRIT/CLEAR SNOW On Call Overtime Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
54885 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER HC.  RECEPTION AREA REPLACE FLUORESCENT TUBE Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
53960 S311B East Calder Health Centre S311B East Calder Health Centre REPAIR POTHOLES IN CARPARK AS WAS REPORTED BY ESTATES Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### FALSE West Lothian Community
53957 S311B East Calder Health Centre S311B East Calder Health Centre REPAIR POTHOLES IN CARPARK AS REQUIRED. 3 PEOPLE. Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### FALSE CARD RAISED TWICE BY MISTAKE. West Lothian Community
53691 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HC.   TREATMENT ROOM 1.  REPLACE FUORESCENT TUBE Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
53451 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  DOOR HANDLE HAS COME OFF DOOR TO ROOM 359.G.39 JUST ROUND FROM RECEPTION THAT KEEPS THE VACCINE FRIDGE INSIDE - RECEPTION HAVE THE HANDLE Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
52769 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HC.  IST FLOOR LADIES TOILET L/HAND SIDE.  FLUSH HANDLE BROKEN Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
47321 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HC.   WAITING AREA SWITCH ON RADIATOR Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE  26/10/2021 14:43:25 Mechanical: Hea ng on trv seized West Lothian Community
46723 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - PATIENTS TOILET AT MAIN RECEPTION - NEW DOOR HANDLE IS VERY STIFF - DIFFICULT TO OPEN FROM INSIDE Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE  25/10/2021 14:10:37 Joiner: Job completed West Lothian Community
46721 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - STAFF LADIES TOILET (AROUND CORNER FROM RECEPTION)  - DRIPPING TAP Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
46548 S311B-External External S311B East Calder Health Centre S311B-External Fill salt bins Equipment Fault/Property Repair Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
45542 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER   WATER LEAK AT BACK OF GENTS PUBLIC TOILET IN WAITING AREA Equipment Fault/Property Repair Plumber No Resources/Time ############### ############### ############### ############### TRUE West Lothian Community
45327 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  FIT SHARPS BIN BRACKET Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE  12/10/2021 10:00:08 Plumber: Job completed West Lothian Community
44660 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - REPLACE FLUO TUBE IN TREATMENT ROOM 3 Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
44400 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - PHYSIO ROOM AT ENTRANCE - RADIATOR CANNOT BE SWITCHED ON Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE West Lothian Community
39077 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - PRACTICE MANAGERS OFFICE - RELAMP FLICKERING LIGHT Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
38849 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building CALLOUT  EAST CALDER  WINDOW FELL OUT - REPAIR On Call Overtime Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
38807 S311B-External External S311B East Calder Health Centre S311B-External EAST CALDER  CARRY OUT HEDGE CUTTING & WEEDING Equipment Fault/Property Repair Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
38241 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  REPAIR TOP HINGE ON STAFF TOILET DOOR Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE  16/09/2021 12:23:55 Joiner: Repaired hinge, stripped door altered lock, job completed West Lothian Community
37991 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  REPLACE LIGHT IN THE GP DOCUMENT CUPBOARD IN THE HALL - NO WINDOW SO REALLY DARK Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
32777 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER HC.  CLINIC ROOM 2.  EXAMINATION LAMP REQUIRES NEW BULB Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
30553 S311B East Calder Health Centre S311B East Calder Health Centre PRACTICE NURSES ROOM  TAP NOT TURNING OFF FULLY   ACCESS AFTER 3PM Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
30471 S311B-359/1/07 Switchroom S311B East Calder Health Centre S311B-Main Building S311B-359/1/07 1 please clear out/tidy switchroom leaving no rubbish or materials Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
30344 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HC.  MINOR WORKS. DR OCONNORS ROOM 358/G/09.  FIT NEW NOTICE BOARD TO WALL Minor Works Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
30265 S311B East Calder Health Centre S311B East Calder Health Centre check lights after water ingress Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE  10/08/2021 13:35:53 Plumber: Time submi ed on paper as didn't have this job card when doing job West Lothian Community
29885 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - PORCH - GLASS ROOF PANELS ARE SLIDING DOWN ROOF - LEAVING GAPS OF 3 FT LONG BY 3 INCH  WIDE - SECURITY ISSUE Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE   10/08/2021 14:07:56 Joiner: Moved glass back into posi on then sealed it  to hold in place job completed 10/08/2021 15:37:21 Joiner: Complete West Lothian Community
29871 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - ALL LIGHTS HAVE HAD TO BE SWITCHED OFF - CHECK LIGHTS AND HEATER AFTER LEAK  FROM ABOVE Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
29870 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - MAJOR LEAKS FROM ABOVE  - ALL LIGHTS HAVE HAD TO BE SWITCHED OFF Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE  13/08/2021 14:45:18 Plumber: TCUNNINGHAM Roofer required West Lothian Community
29823 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - METAL STORAGE CABINET IN MEDICAL SUPPLIES CUPBOARD, METAL PIN KEEPS FALLING OUT Equipment Fault/Property Repair Joiner No Resources/Time ############### ############### ############### ############### TRUE  09/08/2021 09:55:41 Plumber: Job completed West Lothian Community
29539 S311B East Calder Health Centre S311B East Calder Health Centre   Please repair the following EM light fi ngs EM light fi ng number 1,2,3,5,7,8,9,11,12,13,14 Equipment Fault/Property Repair Electrical No Resources/Time ############### ############### ############### ############### TRUE West Lothian Community
27013 S311B East Calder Health Centre S311B East Calder Health Centre ROOM  9   DOUBLE SOCKET   LEFT HAND SIDE NOT WORKING Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
27008 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - LADIES PATIENT TOILET GROUND FLOOR, WHEN THE DOOR IS CLOSED IT HAS TO BE YANKED OPEN WITH FORCE, LEADING A LOT OF PATIENTS TO THINK IS IT OCCUPIED. Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE   30/07/2021 10:43:43 Joiner: PBURT  New handles fi ed,  new toilet door lock req17/08/2021 12:50:39 Joiner: Job completed West Lothian Community
26810 S311B-External External S311B East Calder Health Centre S311B-External EAST CALDER   CUT BACK HEDGES Equipment Fault/Property Repair Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
26213 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HC.  PATIENTS TOILET REPLACE FLUORESCENT TUBE Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
26014 1152 External Fabric of the Building including Roofs External Fabric External Fabric S311B East Calder Health Centre S311B-Main Building External   Staff had difficulty closing a window on Monday night but managed to secure it.  Room not known, contact staff for details.  Repair or replace any faulty or damaged hinges, restrictors etc. Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE  20/07/2021 12:00:36 Joiner: Job completed West Lothian Community
23547 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HC.  PORTACABIN REPLACE FLUORESCENT TUBE Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE  09/07/2021 11:58:34 Electrician: Needs lights repaired or replaced West Lothian Community
23191 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER.  GENTS TOILET REPLACE LIGHT CORD Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE  02/11/2021 12:26:29 Electrician: Old card West Lothian Community
20703 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HC.  RECEPTION AREA REPLACE FLUORESCENT TUBE Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
19816 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HC.  PHLEBOTOMY ROOM SINK BLOCKED Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE West Lothian Community
19481 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  PHLEBOTOMY SINK IS BLOCKED - HALF FULL OF WATER Equipment Fault/Property Repair Plumber Completed ############### ############### ############### ############### TRUE STAFF CALLED BACK - JOB NO LONGER REQUIRED - THEY SORTED THE BLOCKAGE THEMSELVES. PLUMBER INFORMED West Lothian Community
19284 1152 External Fabric of the Building including Roofs External Fabric External Fabric S311B East Calder Health Centre S311B-Main Building External Cut and supply 12 keys for main door Minor Works Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
18981 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  ROOM 5 [359.G.18] BED ROLL DISPENSER AT END OF THE TREATMENT ROOM BED IS BROKEN Equipment Fault/Property Repair Mechanical No Resources/Time ############### ############### ############### ############### TRUE West Lothian Community
18839 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER.  PRACTICE NURSES ROOM (YVONNE AND TRICA).  CHECK TREATMENT ROOM COUCH VERY NOISY WHEN ADJUSTED.. ACCESS BETWEEN 13.00 AND 14.00HRS EACH DAY. Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE West Lothian Community
17020 S311B East Calder Health Centre S311B East Calder Health Centre EAST CALDER HC.  UPLIFT ONE LARGE BOX OF USED BATTERIES FOR DISPOSAL Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
17002 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HC.  MINOR WORKS FIT NOTICEBOARD TO WALL IN DR O'CONNORS ROOM Minor Works Mechanical Quotation Required ############### ############### ############### TRUE West Lothian Community
16791 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - DR WILDS ROOM - PIPES ALONG WALL ARE BOILING HOT EVEN THOUGH HEATING IS OFF MAKING ROOM VERY HOT Equipment Fault/Property Repair Mechanical Completed ############### ############### ############### ############### TRUE Job no longer required winter West Lothian Community
15177 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  FAULT ON LINE AT 07.39 - MONITORING STATION CALLED H/C AND TOLD THEM IT WAS POSSIBLY COMING FROM THE INTRUDER OR FIRE ALARM Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE  28/05/2021 10:32:44 Electrician: AGRANT "Polling fault" according to Southern Monitoring. Which is a communica on error, passed on to JL Com. New panel in health Centre and fault has been on Southern monitoring system since December. West Lothian Community
15158 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER - BEHIND RECEPTION DRUG CUPBOARD - RELAMP FLICKERING LIGHT Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
14742 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER.  DSR SEAL BETWEEN SKIRTING BOARD AND FLOOR.  AS ADVISED BY PEST CONTROL TO STOP ANTS GETTING IN. Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
14192 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER COMMUNITY OFFICE RADIATOR ON LEFT HAND SIDE LEAKS WHEN TURNED OFF Equipment Fault/Property Repair Mechanical No Resources/Time ############### ############### ############### ############### TRUE West Lothian Community
14062 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  UPSTAIRS TOILET  REPLACE FLUO TUBE Equipment Fault/Property Repair Maintenance Assistant Completed ############### ############### ############### ############### TRUE West Lothian Community
10191 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER HC.  PRACTICE MANAGERS ROOM.  FIRE DOOR ESCAPE BAR FALLEN OFF Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community

8031 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  1ST FLOOR STAFF LADIES TOILET  REPLACE BROKEN TOILET ROLL DISPENSER WITH NEW - STAFF HAVE THE NEW ONE Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
7947 1156 Grounds and Maintenance External Fabric External Fabric S311B East Calder Health Centre S311B-External External  cut back hedge and trees to add grass cu ng  upli  cu ngs Equipment Fault/Property Repair Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
4431 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER H C.  UPSTAIRS TEA ROOM.  REFIT DRAWER FRONT Equipment Fault/Property Repair Joiner Completed ############### ############### ############### ############### TRUE West Lothian Community
3630 1156 Grounds and Maintenance External Fabric External Fabric S311B East Calder Health Centre S311B-External External check site for pot holes and trip hazards Equipment Fault/Property Repair Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
3617 S311B-359/G/32 Electrical Cupboard S311B East Calder Health Centre S311B-Main Building S311B-359/G/32 Ground Floor Investigate issue with medical fridge possible tripped fuse Equipment Fault/Property Repair Electrical Completed ############### ############### ############### ############### TRUE West Lothian Community
3070 S311B-External External S311B East Calder Health Centre S311B-External     GARDENERS CALLOUT  EAST CALDER  GRIT/CLEAR SNOW  REPORTED BY M MCCULLOCH  04/03/21  18.30-18.40 Out Of Hours Request Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
2981 S311B-External External S311B East Calder Health Centre S311B-External     GARDENERS CALLOUT  EAST CALDER  GRIT/CLEAR SNOW  REPORTED BY A TAYLOR  04/03/21  18.30-18.40 Out Of Hours Request Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
1297 1156 Grounds and Maintenance External Fabric External Fabric S311B East Calder Health Centre S311B-External External Litter pick Equipment Fault/Property Repair Gardener Completed ############### ############### ############### ############### TRUE West Lothian Community
1184 S311B-External External S311B East Calder Health Centre S311B-External Check outside areas for trip hazards and pot holes. Report any surface hazards. Equipment Fault/Property Repair Maintenance Assistant No Resources/Time ############### ############### ############### ############### TRUE West Lothian Community



Work Order ppm code Equipment Description Asset Group Asset Type Hospital Site Description Ward/Area Room Level Job Type Craft Status Create Date Start Due Completion Date Helpdesk Optimum Resource Completion Comments Area / Region
451686 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed 14/02/2024 08:28 14/02/2024 08:27 14/02/2024 15:27 11/02/2024 00:00 TRUE  West Lothian Community
451576 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDNERS  EAST CALDER GRIT  On Call Overtime Gardener Completed 13/02/2024 11:24 13/02/2024 11:24 13/02/2024 18:24 11/02/2024 00:00 TRUE  West Lothian Community
442962 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed 30/01/2024 10:08 30/01/2024 10:08 30/01/2024 17:08 25/01/2024 00:00 TRUE  West Lothian Community
440804 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed 23/01/2024 10:50 23/01/2024 10:50 23/01/2024 17:50 18/01/2024 00:00 TRUE  West Lothian Community
436806 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER   GRIT On Call Overtime Gardener Completed 11/01/2024 09:31 11/01/2024 09:30 11/01/2024 16:30 07/01/2024 00:00 TRUE  West Lothian Community
434524 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed 04/01/2024 11:04 04/01/2024 11:04 04/01/2024 18:04 26/12/2023 00:00 TRUE  West Lothian Community
434426 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed 04/01/2024 07:45 04/01/2024 07:45 04/01/2024 14:45 26/12/2023 00:00 TRUE  West Lothian Community
427605 S311B-External External S311B East Calder Health Centre S311B-External Fill salt bins Equipment Fault/Property Repair Gardener Completed 21/12/2023 09:41 21/12/2023 09:40 24/12/2023 09:40 11/01/2024 10:08 TRUE Fred Stoneman  11/01/2024 10:08:37 Gardener: All completed West Lothian Community
425426 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT / CLEAR SNOW On Call Overtime Gardener Completed 13/12/2023 10:47 13/12/2023 10:46 13/12/2023 17:46 05/12/2023 00:00 TRUE  West Lothian Community
425174 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed 12/12/2023 10:02 12/12/2023 10:02 12/12/2023 17:02 05/12/2023 00:00 TRUE  West Lothian Community
423074 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT EAST CALDER HEALTH CENTRE GRIT AND CLEAR SNOW On Call Overtime Gardener Completed 05/12/2023 11:59 05/12/2023 11:58 05/12/2023 18:58 03/12/2023 00:00 TRUE  West Lothian Community
423026 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT / CLEAR SNOW On Call Overtime Gardener Completed 05/12/2023 10:00 05/12/2023 10:00 05/12/2023 17:00 03/12/2023 00:00 TRUE  West Lothian Community
417528 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed 29/11/2023 10:44 29/11/2023 10:43 29/11/2023 17:43 26/11/2023 00:00 TRUE  West Lothian Community
413000 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed 15/11/2023 09:18 15/11/2023 09:18 15/11/2023 16:18 09/11/2023 00:00 TRUE  West Lothian Community
411146 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  EMERGENCY LIGHT AT THE BACK DOOR IS NOT WORKING Equipment Fault/Property Repair Maintenance Assistant Completed 10/11/2023 10:29 10/11/2023 10:14 13/11/2023 10:14 13/11/2023 09:40 TRUE David Russell  ELECTRICIAN REQUIRED  412488 RAISED13/11/2023 09:40:19 Electrician: Electrician required needs a new tridonic West Lothian Community
403591 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building Fit new/additional weather seals to the top of main front doors. Check all other weather seals around doors and repair  or replace where necessary Equipment Fault/Property Repair Joiner Completed 03/11/2023 11:28 03/11/2023 11:24 06/11/2023 11:24 29/12/2023 08:50 TRUE Scott Lindsay West Lothian Community
403162 S311B-External External S311B East Calder Health Centre S311B-External put out salt bins Equipment Fault/Property Repair Gardener Completed 01/11/2023 12:25 01/11/2023 12:24 04/11/2023 12:24 03/11/2023 10:50 TRUE Ross Munro    03/11/2023 09:44:24 Gardener: All completed 03/11/2023 10:34:29 Gardener: All completed 03/11/2023 10:50:54 Gardener: All completed West Lothian Community
396546 1156 Grounds and Maintenance External Fabric External Fabric S311B East Calder Health Centre S311B-External External remove all litter form salt bin and fill with salt Equipment Fault/Property Repair Gardener Completed 12/10/2023 07:29 12/10/2023 07:28 15/10/2023 07:28 30/10/2023 07:57 TRUE  West Lothian Community
388265 S311B-External External S311B East Calder Health Centre S311B-External  Roof and gu er cleaning . this is a new card  130615 25/5/23 Equipment Fault/Property Repair Maintenance Assistant Open 28/09/2023 13:48 28/09/2023 13:46 01/10/2023 13:46 TRUE  West Lothian Community
330638 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building  EAST CALDER  GRAFITTI TO BE REMOVED/COVERED ON FIRE DOOR ON THE OUTSIDE  -  ROUND THE BACK OF THE BUILDING - SEE STAFF Equipment Fault/Property Repair Painter Work Suspended 24/05/2023 14:01 24/05/2023 13:24 27/05/2023 13:24 TRUE Paul Hume West Lothian Community
316927 S311B-External External S311B East Calder Health Centre S311B-External spray weeds Equipment Fault/Property Repair Gardener Completed 26/04/2023 12:41 26/04/2023 12:40 29/04/2023 12:40 02/05/2023 10:31 TRUE Ross Munro  02/05/2023 10:31:48 Gardener: All completed West Lothian Community
299128 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT, GRIT    EAST CALDER On Call Overtime Gardener No Resources/Time 13/03/2023 13:28 13/03/2023 13:27 13/03/2023 20:27 09/03/2023 00:00 TRUE Lawrence Strang West Lothian Community
290971 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed 01/03/2023 10:49 01/03/2023 10:49 01/03/2023 17:49 22/02/2023 00:00 TRUE  West Lothian Community
290927 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GRIT - EAST CALDER On Call Overtime Gardener Completed 01/03/2023 09:42 01/03/2023 09:42 01/03/2023 16:42 22/02/2023 00:00 TRUE Fred Stoneman West Lothian Community
276927 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - GRIT / EAST CALDER On Call Overtime Gardener Completed 31/01/2023 12:37 31/01/2023 12:36 31/01/2023 14:36 31/01/2023 13:41 TRUE Lawrence Strang West Lothian Community
276794 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed 31/01/2023 08:20 31/01/2023 08:20 31/01/2023 15:20 29/01/2023 00:00 TRUE  West Lothian Community
274603 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - GRIT/CLEAR SNOW      EAST CALDER On Call Overtime Gardener Completed 24/01/2023 11:49 24/01/2023 11:47 24/01/2023 18:47 19/01/2023 00:00 TRUE Andrew Taylor West Lothian Community
274366 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed 23/01/2023 11:20 23/01/2023 11:19 23/01/2023 18:19 19/01/2023 00:00 TRUE  West Lothian Community
272287 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - GRIT / EAST CALDER On Call Overtime Gardener Completed 17/01/2023 15:59 17/01/2023 15:58 17/01/2023 17:58 15/01/2023 00:00 TRUE Ricky Smith West Lothian Community
272121 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT -  GRIT/CLEAR SNOW      EAST CALDER  On Call Overtime Gardener Completed 17/01/2023 09:17 17/01/2023 09:15 17/01/2023 16:15 15/01/2023 00:00 TRUE Fred Stoneman West Lothian Community
269854 S311B-External External S311B East Calder Health Centre S311B-External callout - grit / east calder On Call Overtime Gardener Completed 10/01/2023 15:11 10/01/2023 15:10 10/01/2023 17:10 08/01/2023 00:00 TRUE Fred Stoneman West Lothian Community
269799 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT   GRIT/CLEAR SNOW     EAST CALDER On Call Overtime Gardener Completed 10/01/2023 12:28 10/01/2023 12:27 10/01/2023 19:27 08/01/2023 00:00 TRUE Richard Mooney West Lothian Community
259280 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - EAST CALDER - GRIT / CLEAR SNOW On Call Overtime Gardener Completed 20/12/2022 14:08 20/12/2022 14:07 20/12/2022 16:07 15/12/2022 00:00 TRUE Lawrence Strang West Lothian Community
259004 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed 19/12/2022 10:00 19/12/2022 10:00 19/12/2022 17:00 15/12/2022 00:00 TRUE  West Lothian Community
257037 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT   GRIT/CLEAR SNOW   EAST CALDER On Call Overtime Gardener Completed 13/12/2022 14:58 13/12/2022 14:55 13/12/2022 21:55 11/12/2022 00:00 TRUE Andrew Taylor West Lothian Community
257014 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - EAST CALDER HC - GRIT / CLEAR SNOW On Call Overtime Gardener Completed 13/12/2022 13:48 13/12/2022 13:47 13/12/2022 15:47 08/12/2022 00:00 TRUE Richard Mooney West Lothian Community
255020 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building 2 front external doors require weather seals fitted top and bottom of doors - either to the frame or door. Gaps can be seen top and bottom and allowing rain into foyer area. Equipment Fault/Property Repair Joiner Job Accepted by Engineer 08/12/2022 15:35 08/12/2022 15:32 11/12/2022 15:32 TRUE  West Lothian Community
254308 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - EAST CALDER - GRIT / CLEAR SNOW On Call Overtime Gardener Completed 05/12/2022 16:30 05/12/2022 16:29 05/12/2022 18:29 29/11/2022 00:00 TRUE Lawrence Strang West Lothian Community
254125 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GRIT/CLEAR SNOW   EAST CALDER On Call Overtime Gardener Completed 05/12/2022 10:40 05/12/2022 10:39 05/12/2022 17:39 29/11/2022 00:00 TRUE Fred Stoneman West Lothian Community
248792 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - EAST CALDER - GRIT On Call Overtime Gardener Completed 02/12/2022 12:39 02/12/2022 12:24 02/12/2022 14:24 21/11/2022 00:00 TRUE Richard Mooney West Lothian Community
248567 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed 01/12/2022 09:44 01/12/2022 09:42 01/12/2022 16:42 21/11/2022 00:00 TRUE  West Lothian Community
246447 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - EAST CALDER - GRIT On Call Overtime Gardener Completed 24/11/2022 10:21 24/11/2022 10:19 24/11/2022 12:19 20/11/2022 00:00 TRUE Richard Mooney West Lothian Community
246315 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT GRIT/CLEAR SNOW   EAST CALDER On Call Overtime Gardener Completed 23/11/2022 14:54 23/11/2022 14:53 23/11/2022 21:53 20/11/2022 00:00 TRUE Fred Stoneman West Lothian Community
241370 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - GARDNERS --GRIT/CLEAR SNOW  -  EAST CALDER On Call Overtime Gardener Completed 08/11/2022 11:45 08/11/2022 11:41 08/11/2022 18:41 03/11/2022 00:00 TRUE Richard Mooney West Lothian Community
241266 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT/CLEAR SNOW On Call Overtime Gardener Completed 08/11/2022 08:56 08/11/2022 08:56 08/11/2022 15:56 03/11/2022 00:00 TRUE  West Lothian Community
188832 S311B-External External S311B East Calder Health Centre S311B-External fill in pot holes in car park and main road Equipment Fault/Property Repair Gardener Completed 03/09/2022 05:59 03/09/2022 05:57 08/09/2022 05:57 03/09/2022 00:00 TRUE Fred Stoneman West Lothian Community
126831 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building EAST CALDER  REPAIR BROKEN EXTRENAL WINDOW PANE IN ROOM 1 - DR ROOM Equipment Fault/Property Repair Joiner Completed 12/05/2022 09:06 12/05/2022 09:04 13/05/2022 19:04 12/05/2022 13:23 TRUE Scott Lindsay  12/05/2022 13:23:20 Joiner: Boarded up and Reported to team leader for glassman to repair West Lothian Community
109195 1152 External Fabric of the Building including Roofs External Fabric External Fabric S311B East Calder Health Centre S311B-Main Building External repair / place main entrance sign Equipment Fault/Property Repair Maintenance Assistant Completed 04/04/2022 11:15 04/04/2022 11:13 09/04/2022 11:13 26/10/2022 08:29 TRUE Mark Robb  26/10/2022 08:29:42 Plumber: Was off West Lothian Community
109192 1152 External Fabric of the Building including Roofs External Fabric External Fabric S311B East Calder Health Centre S311B-Main Building External repair/repaint  soffit  Equipment Fault/Property Repair Maintenance Assistant Completed 04/04/2022 11:12 04/04/2022 11:09 09/04/2022 11:09 26/10/2022 12:33 TRUE Mark Robb  26/10/2022 12:33:16 Plumber: Was off West Lothian Community
109189 1156 Grounds and Maintenance External Fabric External Fabric S311B East Calder Health Centre S311B-External External remove small tree growing in gated area at rear Equipment Fault/Property Repair Gardener Completed 04/04/2022 11:09 04/04/2022 11:06 09/04/2022 11:06 31/10/2022 09:16 TRUE  West Lothian Community
109188 1152 External Fabric of the Building including Roofs External Fabric External Fabric S311B East Calder Health Centre S311B-Main Building External check all down pipe and replace any parts needed and refit as needed Equipment Fault/Property Repair Maintenance Assistant Completed 04/04/2022 11:06 04/04/2022 11:04 09/04/2022 11:04 26/10/2022 08:27 TRUE Mark Robb  26/10/2022 08:27:11 Plumber: Was off West Lothian Community
109174 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT  On Call Overtime Gardener Completed 04/04/2022 10:54 04/04/2022 10:54 05/04/2022 20:54 31/03/2022 00:00 TRUE  West Lothian Community
109142 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT  On Call Overtime Gardener Completed 04/04/2022 10:07 04/04/2022 10:07 05/04/2022 20:07 31/03/2022 00:00 TRUE  West Lothian Community
109103 1152 External Fabric of the Building including Roofs External Fabric External Fabric S311B East Calder Health Centre S311B-Main Building External carry out pointing work on building walls Equipment Fault/Property Repair Maintenance Assistant Completed 04/04/2022 09:20 04/04/2022 09:19 09/04/2022 09:19 26/10/2022 08:31 TRUE Mark Robb  26/10/2022 08:31:59 Plumber: Was off West Lothian Community
109102 1156 Grounds and Maintenance External Fabric External Fabric S311B East Calder Health Centre S311B-External External fill in pots hole with tar and type  1  as needed Equipment Fault/Property Repair Key Contractor No Resources/Time 04/04/2022 09:19 04/04/2022 09:14 09/04/2022 09:14 17/03/2023 00:00 TRUE  West Lothian Community
101800 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building clean out roof gutters and roof drain points Equipment Fault/Property Repair Maintenance Assistant No Resources/Time 01/04/2022 08:30 01/04/2022 08:28 06/04/2022 08:28 17/03/2023 00:00 TRUE  West Lothian Community
101799 1156 Grounds and Maintenance External Fabric External Fabric S311B East Calder Health Centre S311B-External External clean out road gullies Equipment Fault/Property Repair Maintenance Assistant Completed 01/04/2022 08:27 01/04/2022 08:21 06/04/2022 08:21 01/07/2022 12:01 TRUE David Melrose West Lothian Community

98648 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed 14/03/2022 10:21 14/03/2022 10:21 15/03/2022 20:21 07/03/2022 00:00 TRUE  West Lothian Community
98646 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed 14/03/2022 10:20 14/03/2022 10:19 15/03/2022 20:19 07/03/2022 00:00 TRUE  West Lothian Community
97175 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT  On Call Overtime Gardener Completed 07/03/2022 11:28 07/03/2022 11:28 08/03/2022 21:28 06/03/2022 00:00 TRUE  West Lothian Community
97114 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT  On Call Overtime Gardener Completed 07/03/2022 09:55 07/03/2022 09:54 08/03/2022 19:54 06/03/2022 00:00 TRUE  West Lothian Community
97064 S311B-External External S311B East Calder Health Centre S311B-External fill salt bins Equipment Fault/Property Repair Gardener Completed 07/03/2022 09:01 07/03/2022 09:00 12/03/2022 09:00 08/03/2022 00:00 TRUE  West Lothian Community
91330 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT.  GRIT/CLEAR SNOW EAST CALDER HC On Call Overtime Gardener Completed 01/03/2022 11:25 01/03/2022 11:24 02/03/2022 21:24 24/02/2022 11:24 TRUE  West Lothian Community
91280 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT  On Call Overtime Gardener Completed 01/03/2022 09:15 01/03/2022 09:15 02/03/2022 19:15 24/02/2022 00:00 TRUE  West Lothian Community
89817 S311B-External External S311B East Calder Health Centre S311B-External fill salt bins Equipment Fault/Property Repair Gardener Completed 22/02/2022 08:13 22/02/2022 08:12 27/02/2022 08:12 23/02/2022 00:00 TRUE  West Lothian Community
89711 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed 21/02/2022 11:53 21/02/2022 11:53 22/02/2022 21:53 20/02/2022 00:00 TRUE  West Lothian Community
89660 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed 21/02/2022 09:41 21/02/2022 09:41 22/02/2022 19:41 20/02/2022 00:00 TRUE  West Lothian Community
88656 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - GRIT / CLEAR SNOW EAST CALDER On Call Overtime Gardener Completed 16/02/2022 14:31 16/02/2022 14:29 18/02/2022 00:29 10/02/2022 00:00 TRUE Richard Mooney West Lothian Community
88268 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENER  EAST CALDER  GRIT/CLEAR SNOW  On Call Overtime Gardener Completed 14/02/2022 11:20 14/02/2022 11:20 15/02/2022 21:20 10/02/2022 00:00 TRUE  West Lothian Community
87270 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT On Call Overtime Gardener Completed 10/02/2022 10:00 10/02/2022 09:59 11/02/2022 19:59 06/02/2022 00:00 TRUE  West Lothian Community
86857 S311B-External External S311B East Calder Health Centre S311B-External fill salt bins Equipment Fault/Property Repair Gardener Completed 08/02/2022 08:15 08/02/2022 08:14 13/02/2022 08:14 08/02/2022 13:17 TRUE  West Lothian Community
86730 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT  On Call Overtime Gardener Completed 07/02/2022 10:32 07/02/2022 10:32 08/02/2022 20:32 06/02/2022 00:00 TRUE  West Lothian Community
78793 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT  On Call Overtime Gardener No Resources/Time 02/02/2022 10:52 02/02/2022 10:52 03/02/2022 20:52 30/01/2022 00:00 TRUE  West Lothian Community
78465 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT  On Call Overtime Gardener Completed 01/02/2022 07:48 01/02/2022 07:47 02/02/2022 17:47 30/01/2022 00:00 TRUE  West Lothian Community
77141 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - GRIT / CLEAR SNOW EAST CALDER On Call Overtime Gardener Completed 25/01/2022 13:28 25/01/2022 13:27 26/01/2022 23:27 20/01/2022 00:00 TRUE Paul Binnie West Lothian Community
76914 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT  On Call Overtime Gardener Completed 24/01/2022 11:17 24/01/2022 11:17 25/01/2022 21:17 20/01/2022 00:00 TRUE  West Lothian Community
75520 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - GRIT / CLEAR SNOW EAST CALDER On Call Overtime Gardener Completed 17/01/2022 14:25 17/01/2022 14:25 19/01/2022 00:25 16/01/2022 00:00 TRUE Richard Mooney West Lothian Community
75402 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT  On Call Overtime Gardener Completed 17/01/2022 09:29 17/01/2022 09:28 18/01/2022 19:28 16/01/2022 00:00 TRUE  West Lothian Community
74415 S311B-External External S311B East Calder Health Centre S311B-External CALLOUTS - GRIT / CLEAR SNOW EAST CALDER On Call Overtime Gardener Completed 12/01/2022 15:09 12/01/2022 15:08 14/01/2022 01:08 06/01/2022 00:00 TRUE Fred Stoneman West Lothian Community
73372 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT  On Call Overtime Gardener Completed 10/01/2022 09:46 10/01/2022 09:46 11/01/2022 19:46 06/01/2022 00:00 TRUE  West Lothian Community
72458 S311B-External External S311B East Calder Health Centre S311B-External fill salt bin Equipment Fault/Property Repair Gardener Completed 06/01/2022 12:18 06/01/2022 12:17 11/01/2022 12:17 06/01/2022 13:29 TRUE Fred Stoneman West Lothian Community
66486 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - GRIT / CLEAR SNOW EAST CALDER On Call Overtime Gardener Completed 29/12/2021 14:39 29/12/2021 14:38 31/12/2021 00:38 21/12/2021 00:00 TRUE Paul Binnie West Lothian Community
66414 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT  On Call Overtime Gardener Completed 29/12/2021 09:58 29/12/2021 09:58 30/12/2021 19:58 21/12/2021 00:00 TRUE  West Lothian Community
65571 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building Roof leaking in 4 places plumber has attended but roofing contractor req Equipment Fault/Property Repair Key Contractor No Resources/Time 23/12/2021 15:41 23/12/2021 15:39 25/12/2021 01:39 17/03/2023 00:00 TRUE  West Lothian Community
63895 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - GRIT / CLEAR SNOW EAST CALDER On Call Overtime Gardener Completed 14/12/2021 14:33 14/12/2021 14:32 16/12/2021 00:32 09/12/2021 00:00 TRUE Lorraine Wilson West Lothian Community
63619 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT GARDENERS  EAST CALDER  GRIT / CLEAR SNOW  On Call Overtime Gardener Completed 13/12/2021 11:13 13/12/2021 11:13 14/12/2021 21:13 09/12/2021 00:00 TRUE Fred Stoneman West Lothian Community
62380 1156 Grounds and Maintenance External Fabric External Fabric S311B East Calder Health Centre S311B-External External top up salt bin Equipment Fault/Property Repair Gardener Completed 08/12/2021 08:47 08/12/2021 08:46 13/12/2021 08:46 20/12/2021 13:37 TRUE Lorraine Wilson West Lothian Community
62092 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT / CLEAR SNOW On Call Overtime Gardener Completed 06/12/2021 10:27 06/12/2021 10:26 07/12/2021 20:26 05/12/2021 00:00 TRUE Fred Stoneman West Lothian Community
57110 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT - GRIT EAST CALDER On Call Overtime Gardener Completed 02/12/2021 12:09 02/12/2021 12:08 03/12/2021 22:08 28/11/2021 00:00 TRUE Andrew Taylor West Lothian Community
56969 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT  GARDENERS  EAST CALDER  GRIT / CLEAR SNOW On Call Overtime Gardener Completed 01/12/2021 12:52 01/12/2021 12:50 02/12/2021 22:50 24/11/2021 00:00 TRUE Paul Binnie West Lothian Community
56841 1156 Grounds and Maintenance External Fabric External Fabric S311B East Calder Health Centre S311B-External External fill salt bins Equipment Fault/Property Repair Gardener Completed 30/11/2021 14:17 30/11/2021 14:16 05/12/2021 14:16 30/11/2021 14:16 TRUE  West Lothian Community
56740 S311B-External External S311B East Calder Health Centre S311B-External GARDENERS CALLOUT  EAST CALDER  GRIT / CLEAR SNOW On Call Overtime Gardener Completed 30/11/2021 08:02 30/11/2021 08:01 01/12/2021 18:01 24/11/2021 00:00 TRUE Fred Stoneman West Lothian Community
55745 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT.  EAST CALDER HC.  GRIT/CLEAR SNOW On Call Overtime Gardener Completed 23/11/2021 11:15 23/11/2021 11:15 24/11/2021 21:15 23/11/2021 11:28 TRUE  West Lothian Community
55744 S311B-External External S311B East Calder Health Centre S311B-External CALLOUT.  EAST CALDER HC.  GRIT/CLEAR SNOW On Call Overtime Gardener Completed 23/11/2021 11:15 23/11/2021 11:14 24/11/2021 21:14 23/11/2021 11:27 TRUE  West Lothian Community
46548 S311B-External External S311B East Calder Health Centre S311B-External Fill salt bins Equipment Fault/Property Repair Gardener Completed 20/10/2021 11:24 20/10/2021 11:23 25/10/2021 11:23 25/10/2021 13:23 TRUE Fred Stoneman West Lothian Community
38849 S311B-Main Building Main Building S311B East Calder Health Centre S311B-Main Building CALLOUT  EAST CALDER  WINDOW FELL OUT - REPAIR On Call Overtime Joiner Completed 21/09/2021 11:52 21/09/2021 11:51 22/09/2021 21:51 16/09/2021 00:00 TRUE Paul Burt West Lothian Community
38807 S311B-External External S311B East Calder Health Centre S311B-External EAST CALDER  CARRY OUT HEDGE CUTTING & WEEDING Equipment Fault/Property Repair Gardener Completed 21/09/2021 08:28 21/09/2021 08:27 26/09/2021 08:27 12/10/2021 13:02 TRUE Fred Stoneman West Lothian Community
26810 S311B-External External S311B East Calder Health Centre S311B-External EAST CALDER   CUT BACK HEDGES Equipment Fault/Property Repair Gardener Completed 27/07/2021 08:33 27/07/2021 08:32 01/08/2021 08:32 24/08/2021 07:01 TRUE Fred Stoneman West Lothian Community
26014 1152 External Fabric of the Building including Roofs External Fabric External Fabric S311B East Calder Health Centre S311B-Main Building External   Staff had difficulty closing a window on Monday night but managed to secure it.  Room not known, contact staff for details.  Repair or replace any faulty or damaged hinges, restrictors etc. Equipment Fault/Property Repair Joiner Completed 20/07/2021 09:33 20/07/2021 09:23 25/07/2021 09:23 20/07/2021 12:00 TRUE Paul Burt  20/07/2021 12:00:36 Joiner: Job completed West Lothian Community

7947 1156 Grounds and Maintenance External Fabric External Fabric S311B East Calder Health Centre S311B-External External  cut back hedge and trees to add grass cu ng  upli  cu ngs Equipment Fault/Property Repair Gardener Completed 07/04/2021 12:25 07/04/2021 12:23 12/04/2021 12:23 08/04/2021 12:23 TRUE Fred Stoneman West Lothian Community
3630 1156 Grounds and Maintenance External Fabric External Fabric S311B East Calder Health Centre S311B-External External check site for pot holes and trip hazards Equipment Fault/Property Repair Gardener Completed 16/03/2021 13:29 16/03/2021 13:28 21/03/2021 13:28 18/03/2021 19:36 TRUE Fred Stoneman West Lothian Community
3070 S311B-External External S311B East Calder Health Centre S311B-External     GARDENERS CALLOUT  EAST CALDER  GRIT/CLEAR SNOW  REPORTED BY M MCCULLOCH  04/03/21  18.30-18.40 Out Of Hours Request Gardener Completed 09/03/2021 11:47 09/03/2021 11:41 10/03/2021 21:41 04/03/2021 13:34 TRUE Maureen McCulloch West Lothian Community
2981 S311B-External External S311B East Calder Health Centre S311B-External     GARDENERS CALLOUT  EAST CALDER  GRIT/CLEAR SNOW  REPORTED BY A TAYLOR  04/03/21  18.30-18.40 Out Of Hours Request Gardener Completed 08/03/2021 12:25 08/03/2021 12:24 09/03/2021 22:24 04/03/2021 09:16 TRUE  West Lothian Community
1297 1156 Grounds and Maintenance External Fabric External Fabric S311B East Calder Health Centre S311B-External External Litter pick Equipment Fault/Property Repair Gardener Completed 04/03/2021 10:42 04/03/2021 10:41 09/03/2021 10:41 01/03/2021 09:49 TRUE Lorraine Wilson West Lothian Community
1184 S311B-External External S311B East Calder Health Centre S311B-External Check outside areas for trip hazards and pot holes. Report any surface hazards. Equipment Fault/Property Repair Maintenance Assistant No Resources/Time 02/03/2021 19:28 02/03/2021 19:27 07/03/2021 19:27 17/03/2023 00:00 TRUE  West Lothian Community
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